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 RENDERING BY ANDERSON ILLUSTRATION

8D BUILDING ADDITION

8D INTERIOR RENOVATIONS

8A BUILDING ADDITION

8A INTERIOR RENOVATIONS
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8B INTERIOR RENOVATIONS
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FLAG

UNIV
ERSITY

OF

WISCONSIN

HOSPITAL

PARKIN
G RAMP

"A" WING
"B" WING

"D
" W

ING

CONTRACTOR PARKING BY PERMIT,
COORDINATE WITH OWNER

CONTRACTOR TRAILER
(IF NEEDED)

PROJECT
LOCATION

PROJECT LOCATION

CONSTRUCTION CRANE LOCATION
MOBILE CRANES WILL BE USED

LOCATIONS TO BE APPROVED BY
OWNER

CONSTRUCTION CRANE LOCATION
MOBILE CRANES WILL BE USED
LOCATIONS NEED TO BE APPROVED BY OWNER

PROPOSED MATERIAL
LIFT LOCATION

CONSTRUCTION ACCESS ROUTE

MR
I

MR
I

SITE PLAN GENERAL NOTES
1. ON SITE PARKING PROVIDED FOR CONTRACTORS BY PERMIT, COORDINATE WITH OWNER.

2. CONTRACTOR TO PROVIDE CONSTRUCTION BARRIER FENCE, TRAFFIC CONTROL, SIGNAGE AND OTHER TEMPORARY CONSTRUCTION, COORDINATE WITH OWNER.

3. REMOVE, PROTECT AND REPLACE ALL EXTERIOR ITEMS (i.e. PLANTERS, LANDSCAPING ITEMS, ETC.) WITHIN THE LIMITS OF CONSTRUCTION.  COORDINATE WITH OWNER.

4. MAINTAIN BUILDING EXIT PATHS AT ALL TIMES DURING DEMOLITION AND CONSTRUCTION.

5. CRANE OPERATOR SHALL MAINTAIN COMMUNICATION WITH THE UW HOSPITAL, VA HOSPITAL AND THE HELIPAD WHILE CRANE IS IN USE.

6. CRANE OPERATOR SHALL MAINTAIN COMMUNICATION WITH THE VA EMERGENCY DEPARTMENT AND WILL STOP OPERATION WHILE AMBULANCE IS TRANSPORTING PATIENTS.

7. CRANE OPERATIONS SHALL BE COORDINATED WITH MRI USAGE IN ADJACENT AREAS.

8. CONTRACTOR TO PROVIDE ALL UTILITIES TO TRAILER (POWER, DATA, TELEPHONE, ETC) COORDINATED WITH OWNER.

9.DUE TO THE PROXIMITY OF BUILDING AIR INTAKES, THERE WILL BE TIMES THE CRANE(S) MAY BE REQUIRED TO BE TURNED OFF & NOT LEFT IDLING.
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S101B FLOOR/ROOF FRAMING PLANS - UNIT B
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S104 STRUCTURAL DETAILS
S105 STRUCTURAL SECTIONS AND DETAILS
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GI-00 COVER SHEET
GI-01 SHEET INDEX, STAMPS & SITE ACCESS MAP
GI-02 PHASING DIAGRAMS
GI-03 SYMBOLS AND ABBREVIATIONS
GI-102 LIFE SAFETY PLANS & FIREPROOFING DIAGRAM
GI-103 LIFE SAFETY PLANS

HAZARD ABATEMENT
HA-108 ASBESTOS ABATEMENT PLAN - LEVEL 8
HA-109 ASBESTOS ABATEMENT PLAN - LEVEL 9

ARCHITECTURAL
AD-108A PARTIAL DEMOLITION FLOOR PLAN - LEVEL 8 - WING A
AD-108B PARTIAL DEMOLITION FLOOR PLAN - LEVEL 8 - WING B
AD-108D PARTIAL DEMOLITION FLOOR PLAN - LEVEL 8 - WING D
AD-109A PARTIAL DEMOLITION FLOOR PLAN - LEVEL 9 - WING A
AD-109B PARTIAL DEMOLITION FLOOR PLAN - LEVEL 9 - WING B
AD-109D PARTIAL DEMOLITION FLOOR PLAN - LEVEL 9 - WING D
AD-400 PARTIAL DEMOLITION EXTERIOR ELEVATION - LEVEL 8 & 9
AD-401 PARTIAL DEMOLITION EXTERIOR ELEVATION - LEVEL 8 & 9
AD-402 PARTIAL DEMOLITION EXTERIOR ELEVATION - LEVEL 8 & 9
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AS-308A PARTIAL FLOOR  FINISH PLAN - LEVEL 8 - WING A
AS-308B PARTIAL FLOOR  FINISH PLAN - LEVEL 8 - WING B
AS-308D PARTIAL FLOOR  FINISH PLAN - LEVEL 8 - WING D
AS-318A PARTIAL WALL PROTECTION PLAN - LEVEL 8 - WING A
AS-318B PARTIAL WALL PROTECTION PLAN - LEVEL 8 - WING B
AS-318D PARTIAL WALL PROTECTION PLAN - LEVEL 8 - WING D
AS-400 PARTIAL EXTERIOR ELEVATIONS - LEVEL 8 & 9
AS-401 PARTIAL EXTERIOR ELEVATION - LEVEL 8 & 9
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AS-410 BUILDING SECTIONS - LEVEL 8 & 9
AS-411 BUILDING SECTIONS - LEVEL 8 & 9
AS-500 EXTERIOR WALL SECTIONS - LEVEL 8
AS-510 EXTERIOR WALL SECTIONS - LEVEL 8
AS-520 EXTERIOR WALL SECTIONS - LEVEL 8
AS-530 EXTERIOR WALL SECTIONS - LEVEL 9
AS-540 EXTERIOR WALL SECTIONS - LEVEL 9
AS-550 EXTERIOR WALL DETAILS
AS-560 EXTERIOR WALL DETAILS
AS-570 EXTERIOR WALL DETAILS
AS-580 EXTERIOR WALL DETAILS
AS-590 EXTERIOR WALL DETAILS
AS-600 ENLARGED STAIR PLANS & SECTIONS - LEVEL 7 & 8
AS-610 ENLARGED STAIR PLANS & SECTIONS - LEVEL 8 & 9
AS-620 STAIR, RAILING & EXP JT DETAILS
AS-700 TYPICAL INTERIOR ELEVATIONS
AS-710 INTERIOR ELEVATIONS - LEVEL 8
AS-711 ENLARGED PLAN & INTERIOR ELEVATIONS - LEVEL 8
AS-712 ENLARGED PLAN & INTERIOR ELEVATIONS - LEVEL 8
AS-713 ENLARGED PLAN & ELEVATIONS - LEVEL 8
AS-720 ENLARGED PLANS & INTERIOR ELEVATIONS - PATIENT ROOMS
AS-721 ENLARGED PLAN AND INTERIOR ELEVATIONS - LEVEL 8
AS-722 ENLARGED PLANS & INTERIOR ELEVATIONS - ICU STAFF SUPPORT
AS-723 ENLARGED PLANS & INTERIOR ELEVATIONS
AS-724 ENLARGED PLANS & INTERIOR ELEVATIONS - ICU STAFF SUPPORT
AS-725 INTERIOR ELEVATIONS-LEVEL 8- WING B
AS-726 INTERIOR ELEVATIONS-LEVEL 8-WING B
AS-730 ENLARGED PLANS & INTERIOR ELEVATIONS - SPD - DECONTAM
AS-731 ENLARGED PLANS & INTERIOR ELEVATIONS - SPD - PREP/PACK
AS-732 ENLARGED PLANS & INTERIOR ELEVATIONS - SPD
AS-800 PARTITION TYPES
AS-810 DOOR SCHEDULE, TYPES & DETAILS
AS-811 SIGNAGE SCHEDULE, TYPES & DETAILS
AS-820 INTERIOR DETAILS
AS-821 INTERIOR DETAILS
AS-830 INTERIOR DETAILS
AS-908A PARTIAL FFE FLOOR PLAN - LEVEL 8 - WING A
AS-908B PARTIAL FFE FLOOR PLAN - LEVEL 8 - WING B
AS-908D PARTIAL FFE FLOOR PLAN - LEVEL 8 - WING D
AS-918B PNEUMATIC TUBE SYSTEM PLAN - LEVEL 8 - WING B
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 1" = 100'-0"1 SITE ACCESS PLAN

PROJECT LOCATION MAP

SHEET INDEX - VOLUME 2 OF 2
E107 PARTIAL SEVENTH FLOOR PLAN - ELECTRICAL
E108 EIGHTH FLOOR PLAN - OVERALL - ELECTRICAL
E110 PENTHOUSE ROOF PLAN - ELECTRICAL
EL208A EIGHTH FLOOR PLAN - AREA A - LIGHTING
EL208B EIGHTH FLOOR PLAN - AREA B - LIGHTING
EL208D EIGHTH FLOOR PLAN - AREA D - LIGHTING
EP208A EIGHTH FLOOR PLAN - AREA A - POWER & FIRE ALARM
EP208B EIGHTH FLOOR PLAN - AREA B - POWER & FIRE ALARM
EP208D EIGHTH FLOOR PLAN - AREA D - POWER & FIRE ALARM
EL209A PENTHOUSE FLOOR PLAN - AREA A - LIGHTING
EL209B PENTHOUSE FLOOR PLAN - AREA B - LIGHTING
EP209A PENTHOUSE FLOOR PLAN - AREA A - POWER & FIRE ALARM
EP209B PENTHOUSE FLOOR PLAN - AREA B - POWER & FIRE ALARM
EP209D ROOF PLAN - AREA D - POWER & FIRE ALARM
E300 ENLARGED PLANS
E301 ENLARGED PLANS
E400 ELECTRICAL ONE LINE DIAGRAMS - SYMBOLS
E401 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - NORMAL
E402 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - CRITICAL
E403 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - LIFE SAFETY
E404 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - EQUIPMENT
E405 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - EQUIPMENT
E406 ELECTRICAL ONE LINE DIAGRAMS - D WING - 480/277V NORMAL
E407 ELECTRICAL ONE LINE DIAGRAMS - D WING - 208/120V NORMAL
E408 ELECTRICAL ONE LINE DIAGRAMS - D WING - 208/120V CRITICAL
E409 ELECTRICAL ONE LINE DIAGRAMS - D WING - 480/277V EQUIPMENT
E500 LIGHTING DETAILS
E510 POWER & FIRE ALARM DETAILS
E511 POWER & FIRE ALARM DETAILS
E512 POWER AND FIRE ALARM DETAILS
E600 LIGHTING SCHEDULES
E610 POWER & FIRE ALARM SCHEDULES
E611 POWER & FIRE ALARM SCHEDULES
E612 POWER & FIRE ALARM SCHEDULES
E613 POWER & FIRE ALARM SCHEDULES
E614 POWER & FIRE ALARM SCHEDULES
E615 POWER & FIRE ALARM SCHEDULES

TECHNOLOGY
T000 SYMBOLS, ABBREVIATIONS & SHEET INDEX
T208A EIGHTH FLOOR PLAN - AREA A - TECHNOLOGY
T208B EIGHTH FLOOR PLAN - AREA B - TECHNOLOGY
T208D EIGHTH FLOOR PLAN - AREA D - TECHNOLOGY
T209A PENTHOUSE FLOOR PLAN - AREA A - TECHNOLOGY
T209B PENTHOUSE FLOOR PLAN - AREA B - TECHNOLOGY
T300 ENLARGED PLANS
T400 TECHNOLOGY ONE LINE DIAGRAM
T500 TECHNOLOGY DETAILS
T501 TECHNOLOGY DETAILS
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FIRE PROTECTION
FP-000 FIRE PROTECTION COVER SHEET
FPD-107A FIRE PROTECTION DEMOLITION PLAN - LEVEL 7 - WING A
FPD-108A FIRE PROTECTION DEMOLITION PLAN - LEVEL 8 - WING A
FPD-108B FIRE PROTECTION DEMOLITION PLAN - LEVEL 8 - WING B
FPD-108D FIRE PROTECTION DEMOLITION PLAN - LEVEL 8 - WING D
FPD-109A FIRE PROTECTION DEMOLITION PLAN - LEVEL 9 - WING A
FP-108A FIRE PROTECTION PLAN - LEVEL 8 - WING A
FP-108B FIRE PROTECTION - LEVEL 8 - WING B
FP-108D FIRE PROTECTION - LEVEL 8 - WING D
FP-109A FIRE PROTECTION - LEVEL 9 - WING A
FP-109B FIRE PROTECTION - LEVEL 9 - WING B

PLUMBING
P-000 SCHEDULES, DETAILS AND SYMBOLS
PD-107A PLUMBING DEMOLITION PLAN - LEVEL 7 - WING A
PD-107B PLUMBING DEMOLITION PLAN - LEVEL 7 - WING B
PD-107D PLUMBING DEMOLITION PLAN - LEVEL 7 - WING D
PD-108A PLUMBING DEMOLITION PLAN - LEVEL 8 - WING A
PD-108B PLUMBING DEMOLITION PLAN - LEVEL 8 - WING B
PD-108D PLUMBING DEMOLITION PLAN - LEVEL 8 - WING D
PD-109A PLUMBING DEMOLITION PLAN - LEVEL 9 - WING A
PD-109B PLUMBING DEMOLITION PLAN - LEVEL 9 - WING B
PL-107A PLUMBING PLAN - LEVEL 7 - WING A
PL-107B PLUMBING PLAN - LEVEL 7 - WING B
PL-107D PLUMBING PLAN - LEVEL 7 - WING D
PL-108A PLUMBING PLAN - LEVEL 8 - WING A
PL-108B PLUMBING PLAN - LEVEL 8 - WING B
PL-108D PLUMBING PLAN - LEVEL 8 - WING D
PL-109A PLUMBING PLAN - LEVEL 9 - WING A
PL-109B PLUMBING PLAN - LEVEL 9 - WING B
PL-500 PLUMBING SCHEDULES
PL-600 DETAILS
PL-601 ENLARGED PLUMBING PLANS - SPD DECONTAM
PL-700 ISOMETRICS AREA D
PL-701 WASTE & VENT ISOMETRICS AREA A
PL-702 WATER SUPPLY ISOMETRICS AREA A
PL-703 WASTE & VENT ISOMETRICS AREA B
PL-704 WATER SUPPLY ISOMETRICS AREA B

MECHANICAL
MI-000 ABBREVIATIONS, SYMBOLS AND GENERAL NOTES
MD-107D LEVEL 7 - DEMOLITION
MD-108A LEVEL 8 A - DEMOLITION
MD-108B LEVEL 8 B - DEMOLITION
MD-108D LEVEL 8 D - DEMOLITION
MD-109A LEVEL 9 A - DEMOLITION
MD-109B LEVEL 9 B - DEMOLITION
MH-107D LEVEL 7 - HVAC
MH-108A LEVEL 8A - HVAC
MH-108B LEVEL 8B - HVAC
MH-108D LEVEL 8D - HVAC
MH-109A LEVEL 9 A - HVAC
MH-109B LEVEL 9 B - HVAC
MH-109D LEVEL 9 D - HVAC
MM-401 ENLARGED PENTHOUSE - AREA A
MM-402 ENLARGED PENTHOUSE - AREA B
MM-403 PENTHOUSE SECTIONS - AREA A
MM-404 PENTHOUSE SECTIONS - AREA B
MM-501 DETAILS
MM-502 DETAILS
MM-503 DETAILS
MM-504 DETAILS
MM-601 SCHEDULES
MM-602 SCHEDULES
MM-603 SCHEDULES

ELECTRICAL
E000 SYMBOLS, ABBREVIATIONS & SHEET INDEX
ED208A EIGHTH FLOOR PLAN - AREA A - ELECTRICAL DEMOLITION
ED208B EIGHTH FLOOR PLAN - AREA B - ELECTRICAL DEMOLITION
ED208D EIGHTH FLOOR PLAN - AREA D - ELECTRICAL DEMOLITION
ED209A NINTH FLOOR PLAN -  AREA A - ELECTRICAL DEMOLITION
ED209B NINTH FLOOR PLAN - AREA B - ELECTRICAL DEMOLITION
E100 PARTIAL BASEMENT FLOOR PLAN - ELECTRICAL
E104 PARTIAL FOURTH FLOOR PLAN
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(ALL ABBREVIATIONS SHOWN MAY NOT APPEAR ON DRAWINGS)

ABBREVIATIONS:

ABV ABOVE

AFF ABOVE FINISHED FLOOR

ABG ABOVE FINISHED GRADE

AF/SPL ANTI-FREEZE SPRINKLER LINE

BFP BACKFLOW PREVENTER

BLDG BUILDING

CKVA CHECK VALVE

CLG CEILING

DN DOWN

DP/SPL DRY PIPE SPRINKLER LINE

EC ELECTRICAL CONTRACTOR

ELEV ELEVATOR

EQPM EQUIPMENT

EXIST. EXISTING

FDC FIRE DEPARTMENT CONNECTION

FHC FIRE HOSE CONNECTION

FL FIRE LINE

FLR FLOOR

FPC FIRE PROTECTION CONTRACTOR

FPTH FIRE PROTECTION TEST HEADER

FS FLOW SWITCH

MC MECHANICAL CONTRACTOR

NIC NOT IN CONTRACT

ITDV INSPECTORS TEST & DRAIN VALVE

ITDL INSPECTORS TEST & DRAIN LINE

OSD OPEN SITE DRAIN

PA/SPL PRE-ACTION SPRINKLER LINE

PC PLUMBING CONTRACTOR

PG PRESSURE GAUGE

PS PRESSURE SWITCH

RM ROOM

S.A.R. SIZE AS REQUIRED

FDC/E FIRE DEPARTMENT CONNECTION/EXPOSED

FDC/F FIRE DEPARTMENT CONNECTION/FLUSH

FDC/FS FIRE DEPARTMENT CONNECTION/FREE STANDING

FDCL FIRE DEPARTMENT CONNECTION LINE

SHT SHEET

SPHD SPRINKLER HEAD

SPKR SPRINKLER

SPL SPRINKLER LINE/WET PIPE

STP STAND PIPE

VTS VALVE WITH TAMPER SWITCH

VCL VALVE CHAINED & LOCKED

DPV DRY PIPE VALVE

PACP PRE-ACTION CONTROL PANEL

FSCP FIRE SUPPRESSION CONTROL PANEL

PAV PRE-ACTION VALVE

FIRE PROTECTION DEMOLITION NOTES:

1. INFORMATION PERTAINING TO EXISTING PROJECT CONDITIONS
SUCH AS PRESENT LOCATIONS OF ARCHITECTURAL AND
STRUCTURAL BUILDING COMPONENTS, MECHANICAL AND
ELECTRICAL EQUIPMENT, PIPING, DUCTWORK, ROUGH-INS AND
OTHER MISCELLANEOUS CONSTRUCTION APPEARS ON THE
DRAWINGS. WHILE SUCH INFORMATION HAS BEEN BASED ON
AVAILABLE RECORDS ANC COLLECTED WIT REASONABLE CARE,
THE ARCHITECT AND ENGINEER DOES NOT ASSUME ANY
EXPRESSED OR IMPLIED GUARANTEE THAT CONDITIONS SO
INDICATED ARE SHOWN ENTIRELY COMPLETE, CORRECT AND
REPRESENTATIVE OF THOSE ACTUALLY EXISTING. ALL
CONTRACTORS SHALL SATISFY THEMSELVES AS TO ALL
EXISTING JOB CONDITIONS PRIOR TO BIDDING, AND VERIFY ALL
DIMENSIONS AT THE SITE.

2. ALL EXISTING FIRE PROTECTION SHOWN HATCHED AND/OR
DESIGNATED WITH AN "X" SHALL BE REMOVED. ALL FIRE
PROTECTION NOT INDICATED TO BE REMOVED SHALL REMAIN.

3. WHERE EXISTING PIPING IS TO BE REMOVED AT A SLAB ON
GRADE, CAP EXISTING PIPING FLUSH OR BELOW FLOOR LEVEL
SO AS NOT TO INTERFERE WITH NEW FLOOR FINISHES.

4. EXISTING PIPING SHALL BE REMOVED BACK TO PIPING TO
REMAIN. EXISTING PIPING SHALL NOT BE ABANDONED IN PLACE
UNLESS APPROVED BY THE ENGINEER AND OWNER'S
REPRESENTATIVE.

5. DEMOLITION WORK SHALL BE COORDINATED WITH PHASED
CONSTRUCTION. FIRE PROTECTION SYSTEM LOCATED OUTSIDE
OF THE CURRENT CONSTRUCTION PHASE SHALL REMAIN
OPERATIONAL.

6. REFER TO THE SPECIFICATIONS FOR CUTTING AND PATCHING
REQUIREMENTS.

7. THIS CONTRACTOR SHALL BE RESPONSIBLE FOR ALL CUTTING
AND PATCHING NECESSARY FOR THE WORK OF THIS CONTRACT
UNLESS SPECIFICALLY INDICATED OTHERWISE WITHIN THE
ARCHITECTURAL DRAWINGS OR SPECIFICATIONS.

8. SEAL ALL EXISTING PIPE PENETRATIONS IN EXISTING
CONSTRUCTION WHERE PIPING IS REMOVED. SEALED
PENETRATIONS SHALL MATCH RATING OF THE CONSTRUCTION
IN WHICH THEY OCCUR.

9. FIRE PROTECTION CONTRACTOR SHALL REMOVE, AND REINSTALL
OR REPLACE, EXISTING CEILINGS AS REQUIRED FOR ACCESS TO
FIRE PROTECTION SYSTEMS. THIS INCLUDES AREAS OUTSIDE THE
PROJECT CONSTRUCTION LIMITS.

10. WHERE EXISTING PIPING IS REMOVED, REMAINING PIPING SHALL
BE CAPPED BELOW FINISHED FLOORS, WITHIN WALLS AND
ABOVE SUSPENDED CEILINGS.

GENERAL NOTES FOR FIRE PROTECTION
1. COORDINATE ALL WORK WITH EXISTING CONSTRUCTION TO

REMAIN AND NEW WORK OF OTHER TRADES.

2. REFER TO ARCHITECTURAL DRAWINGS FOR THE NEW CEILING
WORK AND HV AND ELECTRICAL DRAWINGS FOR LIGHTS,
GRILLES, ETC.

3. PROPER PRECAUTION SHALL BE TAKEN TO KEEP THE BUILDING
CLEAN OF DUST, DIRT, AND CONSTRUCTION DEBRIS.

4. MODIFY EXISTING PIPING FOR NEW SPRINKLER HEAD LOCATION
IN ALL AREAS.

5. FIRE PROTECTION SYSTEMS LOCATED OUTSIDE OF THE
CURRENT CONSTRUCTION PHASE OR AREA SHALL BE
OPERATIONAL AT THE END OF EACH WORK DAY, UNLESS
APPROVED BY THE OWNERS REPRESENTATIVE.

6. SEPARATION OF FIRE PROTECTION ZONES BE MAINTAINED.
REMODELED AREAS SHALL BE PROTECTED BY THE FIRE
PROTECTION ZONE CURRENTLY SERVING THE EXISTING AREA.

7. MODIFY EXISTING PIPING AS REQUIRED TO COORDINATE WITH
WORK OF OTHER CONTRACT DIVISIONS.

8. VERIFY ALL EXISTING FIRE PROTECTION PIPING AND FLOW
DATA.

9. COMPLY WITH NFPA 13 FOR COVERAGE AND DENSITY.

10. ALL EXISTING FIRE PROTECTION SHOWN HATCHED AND/OR
DESIGNATED WITH AND "X" SHALL BE REMOVED. ALL FIRE
PROTECTION NOT INDICATED TO BE REMOVED SHALL REMAIN.

11. REFER TO THE SPECIFICATIONS FOR CUTTING AND PATCHING
REQUIREMENTS.

12. THIS CONTRACTOR SHALL BE RESPONSIBLE FOR ALL CUTTING
AND PATCHING NECESSARY FOR THE WORK OF THIS CONTRACT
UNLESS SPECIFICALLY SHOWN ON THE ARCHITECTURAL
DRAWINGS.

13. SEAL ALL EXISTING PIPE PENETRATION IN EXISTING
CONSTRUCTION WHERE PIPING IS REMOVED, TO MEET FIRE
RATING OF THE CONSTRUCTION IN WHICH THEY OCCUR.

14. FIRE STOPPING SHALL COMPLY WITH THE REQUIREMENTS OF
SPECIFICATION SECTION 07270.

GENERAL NOTE:
REFER TO DRAWING G1-02 FOR PROJECT PHASING PLAN.
DIVISION 21 CONTRACTOR SHALL PROVIDE TEMPORARY
SPRINKLERS, TEMPORARY SPRINKLER PIPING, AND SERVICE
VALVES AS REQUIRED TO SUPPORT THE PHASING PLAN.

1

(ALL SYMBOLS SHOWN MAY NOT APPEAR ON DRAWINGS)

SYMBOLS:

FIRE LINE

WET PIPE SPRINKLER SYSTEM

DRY PIPE SPRINKLER LINE

ANTI-FREEZE SPRINKLER LINE

INSPECTORS TEST DRAIN LINE

PRE-ACTION SPRINKLER

FIRE DEPARTMENT CONNECTION LINE

FIRE PUMP TEST LINE

INSPECTORS TEST & DRAIN VALVE

EXISTING PIPING TO BE REMOVED

CONTROL VALVE

CHECK VALVE

PRESSURE GAUGE

PRESSURE SWITCH

FIRE HOSE CONNECTION (IN CABINET)

FIRE HOSE CONNECTION (EXPOSED)

SPRINKLER HEAD

SIDEWALL SPRINKLER HEAD

SPRINKLER HEAD BELOW DUCT OR
OVERHEAD DOOR, AS APPLICABLE

EXISTING SPRINKLER HEAD TO REMAIN

EXISTING SPRINKLER HEAD TO BE REMOVED

CONNECT TO EXISTING PIPING

FINISHED FLOOR ELEVATION

FIRE DEPARTMENT CONNECTION/FLUSH

FIRE DEPARTMENT CONNECTION/EXPOSED

FIRE DEPARTMENT CONNECTION/FREE-
STANDING

EXISTING TO BE REMOVED

FIRE PUMP TEST HEADER/FREE STANDING

FIRE PUMP TEST HEADER/FLUSH

PRESSURE REDUCING VALVE

CLEAN AGENT CYLINDER

FIRE SUPPRESSION CONTROL PANEL

DRY PIPE VALVE

PRE-ACTION VALVE

AIR COMPRESSOR

PRE-ACTION CONTROL PANEL

FLOW SWITCH

DOUBLE CHECK BACKFLOW PREVENTER

DOUBLE CHECK BACKFLOW PREVENTER WITH
BY-PASS METER

(REFER TO SCHEDULE ON
DRAWINGS FOR TYPE)

F

SP

DP/SP

AF/SP

ITD

PA/SP

FDC

FPT

FSCP

AC

PACP

SYSTEM DESIGN SCHEDULE

NOTE: FOR AREAS PROTECTED BY DOUBLE INTERLOCK PREACTION & DRY SYSTEMS, INCREASE DESIGN AREA BY 30%
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ORDINARY/GROUP 1
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HOSE
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NURSES STATIONS
EXAM/TREATMENT
PROCEDURE
OPERATING
BATHING
MEDICATION/DIETARY
LOCKERS
STAFF WORK AREAS
DECONTAMINATION
SHELL SPACE

CENTRAL SERVICE
MECHANICAL EQUIP. ROOM W/O GAS-FIRED EQUIP
STORAGE UP TO 8 FEET
JANITOR CLOSETS
ELEVATOR EQUIPMENT
ELECTRICAL EQUIPMENT
COMMUNICATION EQUIPMENT

STORAGE, UP TO 12 FEET (COMMODITY, CLASS
COULD INCREASE DENSITY & SPACING
SHOP AREAS
MERCHANTILE/GIFT
PRINTING/MAILING
MECHANICAL EQUIP. ROOM WITH GAS-FIRED
EQUIP.

EXTENDED
COVERAGE

GLASS

FINISHES
1. CHROME PLATE
2. BRASS
3. WHITE
4. BLACK
5. OTHER:

HORIZONTAL

APPLICABLE

NOT APPLICABLE

3RECESSED SIDEWALL

UPRIGHT OR PENDENT

PENDENT

RECESSED PENDENT

STYLE RESPONSE
QUICK

GLASS

GLASS

2

2

TYPE

GLASS

LINKAGE
FINISH

3

STANDARD

155 ONLY IN AREAS WHERE
NECESSARY

200

200

RATING (°F)
MIN. TEMP.

155

UL & FM APPROVED
WITH WIRE GUARD

UL & FM APPROVED

MISC. REQUIRED

UL & FM APPROVED WITH RECESSED
ESCUTCHEN TO MATCH FINISH

MECHANICAL SPACES

INSTALLED
AREA(S) TO BE

ALL AREAS

SPRINKLER HEAD SCHEDULE

MECHANICAL SPACES

UL & FM APPROVED WITH RECESSED
ESCUTCHEN TO MATCH FINISH
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NOTE:
GENERAL CONTRACTOR SHALL
COORDINATE ALL REQUIRED PHASED
SPRINKLER WORK FOR THE 8th FLOOR
WITH A SEPARATELY CONTRACTED VA
PROVIDED SPRINKLER CONTRACTOR.

A WING

B WING

D WING

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

0
0

0
0

0
0

0
4

4
4

4
8

1
6

8
4

2
2

1
6
"

6
"

6
"

6
"

A

B

C

D

E

F

A

B

C

D

E

F

1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

111 West Wisconsin Avenue, Milwaukee, Wisconsin 53203
Telephone 414.272.2000  Fax 414.272.2001

44 East Mifflin Street, Suite 700, Madison, Wisconsin 53703
Telephone 608.283.6300  Fax 608.283.6317

Kahler Slater Project No.

ARCHITECT:ENGINEERS:
Drawing Title

Approved: Project Director

Project Title

Location

Project Number

Building Number

Drawing Number

Date Checked Drawn

Revisions: Date

Office of
Construction
and Facilities
Management

VA FORM 08(6231

Department of
Veterans AffairsDwg.         of   118

10101 Innovation Drive ! Suite 200, Milwaukee, WI  53266
Phone: 414.778.1700 / Fax: 414.778.2360 / r!d@ringdu.com

6402 Odana Road, Madison, WI 53719
Phone: 608.288.1108 / Fax: 608.288.1109

Copyright © 2012 Kahler Slater, Inc. All rights reserved.

211033.00

WM. S. MIDDLETON MEMORIAL
VETERAN'S HOSPITAL
CONSOLIDATE ICUs, 8A/8B

MADISON, WI

DECEMBER 3, 2012

Fire Protection Plan Level 8 / Wing B

FP3108B

6073394

1

WS RA
10

 1/8" = 1'30"FP3108B

1 FP Level 8 AREA B



DN

UP

DN

DN

PROVIDE AUTOMATIC
SPRINKLERS SYSTEM
WING D

2

3

C

F

G

E

D

1

Cd

8d7d6d5d4d3d2d1d

C.2d

1.5d 2.3d

B.d

F.3

C.1

F.8

MECHANICAL
D8016

DECONTAMINATION
D8015

CLEAN INST
HOLDING

D8013

CART WASHER
D8023

CLEAN CART
HOLDING

D8025

STORAGE
D8030

ANESTH
STORAGE

A8052

PREP/ PACK
A8037

STAIR 9
A8054

CLEAN CART
LIFT/ STAGING

ED8209

ED8208

CORRIDOR
ED8205

CORRIDOR
D8020

?
?

ANTEROOM
D8019

TOILET/
SHOWER

D8021

STAIR 7
ED7-08

MECHANICAL
ED8201

MECHANICAL
ED8202

ELEC
ED8203B

STAIR 8
ED8-08

CORRIDOR
D8028

TELEPHONE
ED8203A

MECH
D8035 FHC

2 1/2" FL FROM

7TH FLOOR

2 1/2" FL @
 7TH

FLOOR CEILING

 3" FL @
 7TH

FLOOR CEILING

S.A.R.

EXPOSED FHC

VTS

FS

TO WING D
SPRINKLER
SYSTEM (S.A.R.)

2 1/2" ALONG WALL

6" S.P., 2" DRAIN VALVE DN.
CONNECT TO EXISTING 6"
S.P. &  2" DRAIN VALVE IN
THE 7thh FLOOR CEILING

NOTE:
GENERAL CONTRACTOR SHALL
COORDINATE ALL REQUIRED PHASED
SPRINKLER WORK FOR THE 8th FLOOR
WITH A SEPARATELY CONTRACTED VA
PROVIDED SPRINKLER CONTRACTOR.
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NOTE:
GENERAL CONTRACTOR SHALL COORDINATE ALL REQUIRED PHASED
SPRINKLER WORK FOR THE 8th FLOOR WITH A SEPARATELY
CONTRACTED VA PROVIDED SPRINKLER CONTRACTOR.
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PLUMBING DEMOLITION NOTES:
1. INFORMATION PERTAINING TO EXISTING PROJECT CONDITIONS,

SUCH AS PRESENT LOCATIONS OF ARCHITECTURAL AND
STRUCTURAL BUILDING COMPONENTS, MECHANICAL AND
ELECTRICAL EQUIPMENT, PIPING, DUCTWORK, ROUGH-INS AND
OTHER MISCELLANEOUS CONSTRUCTION APPEARS ON THE
DRAWINGS. WHILE SUCH INFORMATION HAS BEEN BASED ON
AVAILABLE RECORDS AND COLLECTED WITH REASONABLE
CARE. THE ARCHITECT AND ENGINEER DOES NOT ASSUME ANY
EXPRESSED OR IMPLIED GUARANTEE THAT  CONDITIONS SO
INDICATED ARE SHOWN ENTIRELY COMPLETE, CORRECT AND
REPRESENTATIVE OF THOSE ACTUALLY EXISTING. ALL
CONTRACTORS SHALL SATISFY THEMSELVES AS TO ALL
EXISTING JOB CONDITIONS PRIOR TO BIDDING, AND VERIFY ALL
DIMENSIONS AT THE SITE.

2. ALL EXISTING PLUMBING SHOWN HATCHED AND/OR
DESIGNATED WITH AN "X" SHALL BE REMOVED. ALL PLUMBING
NOT INDICATED TO BE REMOVED SHALL REMAIN.

3. WHERE EXISTING PIPING IS TO BE REMOVED AT A SLAB ON
GRADE, CAP EXISTING PIPING FLUSH OR BELOW FLOOR LEVEL
SO AS NOT TO INTERFERE WITH NEW FLOOR FINISHES.

4. EXISTING PIPING SHALL BE REMOVED BACK TO PIPING TO
REMAIN.EXISTING PIPING SHALL NOT BE ABANDONED IN PLACE
UNLESS APPROVED BY THE ENGINEER AND OWNER'S
REPRESENTATIVE.

5. REPAIR PIPE INSULATION ON EXISTING PIPING WHERE DAMAGED
BY DEMOLITION OR NEW WORK.

6. DEMOLITION WORK SHALL BE COORDINATED WITH PHASED
CONSTRUCTION. PLUMBING FIXTURES LOCATED OUTSIDE OF
THE CURRENT CONSTRUCTION PHASE SHALL REMAIN
OPERATIONAL UNLESS APPROVED BY THE OWNER'S
REPRESENTATIVE.

7. REFER TO THE SPECIFICATIONS FOR CUTTING AND PATCHING
REQUIREMENTS.

8. THIS CONTRACTOR SHALL BE RESPONSIBLE FOR ALL CUTTING
AND PATCHING NECESSARY FOR THE WORK OF THIS CONTRACT
UNLESS SPECIFICALLY INDICATED OTHERWISE WITHIN THE
ARCHITECTURAL DRAWINGS OR SPECIFICATIONS.

9. ALL EXISTING BRANCH WASTE PIPING SERVING NEW FIXTURES
SHALL BE RODDED AND FLUSHED BACK TO THE WASTE STACK
OR BUILDING DRAIN TO INSURE PORPER DRAINAGE.

10. SEAL ALL EXISTING PIPE PENETRATIONS IN EXISTING
CONSTRUCTION WHERE PIPING IS REMOVED. SEALED
PENETRATIONS SHALL MATCH RATING OF THE CONSTRUCTION
IN WHICH THEY OCCUR.

11. PLUMBING CONTRACTOR SHALL REMOVE, AND REINSTALL OR
REPLACE, EXISTING CEILINGS AS REQUIRED FOR ACCESS TO
PLUMBING SYSTEMS. THIS INCLUDES, CEILINGS ON THE FLOORS
BELOW THE PROJECT AREA AND AREAS OUTSIDE THE PROJECT
CONSTRUCTION LIMITS.

12. WHERE EXISTING PIPING IS REMOVED, REMAINING PIPING SHALL
BE CAPPED BELOW FINISHED FLOORS. WITHIN WALLS AND
ABOVE SUSPENDED CEILINGS.

PLUMBING GENERAL NOTES:

2. REFER TO PROJECT MANUAL FOR SPECIFICATIONS AND OTHER
CONTRACT REQUIREMENTS.

4. DO NOT SCALE DRAWINGS FOR DRAIN LOCATIONS NEAR OR
SERVING EQUIPMENT. OBTAIN EQUIPMENT PAD LOCATIONS AND
EQUIPMEN CONNECTION REQUIREMENTS FROM OTHER
CONTRACT DIVISIONS PRIOR TO LOCATING DRAINS.

1. FIELD VERIFY EXISTING CONDITIONS PRIOR TO BEGINNING WORK.

5. SEAL ALL PIPING PENETRATIONS AIR TIGHT THRU WALLS,
FLOORS, OR PARTITIONS IDENTIFIED AS SOUND WALLS, SMOKE
TIGHT WALLS, FIRE BARRIERS, SMOKE BARRIERS, SHAFTS OR
FIRE RATED CONSTRUCTION INDICATED ON THE ARCHITECTURAL
LIFE SAFETY DRAWINGS. MAINTAIN ALL DESIGNATED FIRE
RATINGS, SMOKE RATINGS AND UL LISTINGS.

10. EXPOSED PIPING IN OCCUPIED ROOMS WITH SUSPENDED
CEILINGS IS PROHIBITED.

11. PRIOR TO MAKING ANY NEW PLUMBING FLOOR PENETRATIONS
IN EXISTING BUILDINGS, X-RAY THE EXISTING CONSTRUCTION TO
AVOID INTERFERENCES WITH STEEL REINFORCEMENT.
COORDINATE WITH THE GENERAL CONTRACTOR.

12. AREAS OF THE BUILDING UTILIZING THE SPACE ABOVE
SUSPENDED CEILINGS AND MECHANICAL EQUIPMENT ROOMS AS
RETURN AIR PLENUMS SHALL COMPLY WITH NFPA 90A FOR
ALLOWABLE MATERIALS WITHIN PLENUMS.

13. DESIGN OF ALL PLUMBING EQUIPMENT SUPPORTS SHALL BE THE
RESPONSIBILITY OF THE PLUMBING CONTRACTOR.

3. THE CONTRACTOR IS RESPONSIBLE FOR CONFIRMING AND
CORRELATING ALL QUANTITIES, SIZES, CAPACITIES,
ACCESSORIES, SEQUENCES, MATERIALS, MEANS AND
METHODS, PERFORMANCE, FABRICATION PROCESSES, AND
TECHNIQUES OF CONSTRUCTION. THE CONTRACTOR SHALL
COORDINATE ALL WORK WITH THAT OF OTHER TRADES. THE
CONTRACTOR IS SOLEY RESPONSIBLE FOR DESIGN/BUILD
CHANGES, EQUIPMENT SUBSTITUTIONS, AND VALUE
ENGINEERING CHANGES PERFORMED BY THE CONTRACTOR.

8. INSTALL SHUT-OFF VALVES, CONTROL VALVES, DRAIN VALVE, AIR
VENTS, AND ACCESSORIES IN ACCESSIBLE LOCATIONS.
DEVICES LOCATED ABOVE CEILING TO MAINTAIN ACCESSIBILITY.

7. COORDINATE ALL PIPE CONNECTIONS REQUIRED FOR OWNER
FURNISHED EQUIPMENT. PROVIDE SHUT-OFF VALVES, WATER
FILTERS, ETC. AS REQUIRED FOR COMPLETE INSTALLATION AND
RECOMMENDED BY EQUIPMENT MANUFACTURER. VERIFY EXACT
REQUIREMENTS WITH EQUIPMENT MANUFACTURER.

6. REFER TO ARCHITECTURAL REFLECTED CEILING PLAN FOR
FINAL LOCATIONS OF CEILING MOUNTED EQUIPMENT.

14. REFER TO THE SITE UTILITY DRAWINGS FOR CONTINUATION OF
THE BUILDING WATER AND SEWER LATERALS EXTENDING
BEYOND 5 FEET FROM THE BUILDING.

15. POWDER-ACTUATED ANCHORS ARE PROHIBITED.

19. ALL LOW VOLTAGE WIRING SHALL BE INSTALLED WITHIN
LABELED CONDUIT AND COMPLY WITH ELECTRICAL
SPECIFICATION REQUIREMENTS.

18.  ALL NON-INSULATED PIPNG WITHIN WALLS SHALL HAVE
GROMMETS INSTALLED AT PENETRATIONS THRU WALL FRAMING.

16. RING AND CLEVIS PIPE HANGERS SHALL BE OVERSIZED TO
ACCOMMODATE THE OUTSIDE DIAMETER OF THE PIPE
INSULATION.

17. ALL PIPE INSULATION ENDS SHALL BE SEALED AT THRU-WALL
AND IN-WALL STUD FRAMING PENETRATIONS.

20. PROVIDE MINIMUM 3 FEET OF CLEARANCE FOR ALL FLOOR
MOUNTED PLUMBING EQUIPMENT REQUIRING REGULAR
MAINTENANCE.

21. LOCATE PLUMBING ROOF VENTS AND VACUUM EXHAUST PIPING
A MINIMUM OF 25 FEET FROM OUTSIDE AIR INTAKE LOUVERS AND
MEDICAL AIR INLET PIPING.

22. PROVIDE SWING CHECK VALVES ON HOT AND COLD WATER
BRANCH PIPING SERVING JANITOR CLOSET MOP SINKS.

23. ALL ROUGH-IN PIPNG, VALVES, DEVICES, AND ACCESSORIES
FOR ICE MAKERS AND COFFEE MAKERS SHALL BE LOCATED
BELOW COUNTERTOPS.

9. PROVIDE VALVE HANDLE EXTENSIONS FOR ALL VALVES SERVING
INSULATED PIPING. ALL VALVE HANDLES MUST BE AT LEAST 1"
ABOVE THE TOP OF THE SURFACE OF THE INSULATION.

L/S  LITER PER SECOND

LA  LABORATORY AIR

LAV  LAVATORY

LBS/HR

LCW  LABORATORY COLD WATER

LHW  LABORATORY HOT WATER

LNG  LIQUID NATURAL GAS

LOX  LIQUID OXYGEN

LV  LABORATORY VACUUM

LW  LOW WATER

M METER

MA MEDICAL AIR

MAV MANUAL AIR VENT

MBH 1000 BTUH

MED MEDICAL

MER MECHANICAL EQUIPMENT ROOM
MH MANHOLE

MOU MEMORANDUM OF UNDERSTADING

MSB MOP SERVICE BASIN

MV MEDICAL VACUUM
N2 NITROGEN

N20 NITROUS OXIDE

NC NORMALLY CLOSED

NG NATURAL GAS

NIC NOT IN CONTRACT

NO NORMALLY OPEN

NOM. NOMINAL

NPW NON POTABLE WATER

NTC NOT TO SCALE
O2 OXYGEN
OC ON CENTER

OD OUTSIDE DIAMETER

OFD OVERFLOW DRAIN

OR OPERATING ROOM

OVFL OVERFLOW

KW  KILOWATT

KWHR

ICW  INDUSTRIAL COLD WATER

INV  INVERT

IPC  INTERNATIONAL PLUMBING CODE

IRW  IRRIGATION WATER

IW  INDIRECT WASTE

IWH  INSTANTANEOUS WATER HEATER

IWR  INDUSTRIAL WATER RETURN

IWS  INDUSTRIAL WATER SUPPLY

H&CW

HB  HOSE BIBB

HD  HUB DRAIN

HEX  HEAT EXCHANGER

HP  HORSEPOWER

HS

HST

 (DOMESTIC)

HWB  HOT WATER BOILER

HWCP

 PUMP

HWP  HOT WATER PUMP

HYD  HYDRANT

GAL  GALLON

GCO  GRADE CLEANOUTS

GPD  GALLONS PER DAY

GPH  GALLONS PER HOUR

GPM  GALLONS PER MINUTE

GPR  GAS PRESSURE REGULATOR

GRS  GAS REGULATOR STATION

GT  GREASE TRAP

GVTR  GAS VENT THROUGH ROOF

GWH  GAS FIRED WATER HEATER

PLUMBING ABBREVIATIONS

F FAHRENHEIT

FCO FLOOR CLEANOUT

FCW FILTERED COLD WATER

FD FLOOR DRAIN
FDC FIRE DEPARTMENT

(HOSE) CONNECTION
FM FLOW METER

FOP FUEL OIL PUMP

FOR FUEL OIL RETURN

FOS FUEL OIL SUPPLY

FOV FUEL OIL VENT

FS FLOOR SINK

FS FLOW SWITCH

FU FIXTURE UNITS

EL ELEVATION

EMCS ENERGY MONOSERRAT

AND CENTRAL SYSTEM

EPA ENVIROMENTAL PROTECTION

AGENCY

EPACT ENERGY POLICY ACT

ESC ESCUTCHEON

ESH EMERGENCY SHOWER

ET EXPANSION TANK

EWC ELECTRIC WATER COOLER

EWC ELECTRIC WATER COOLER

EWH ELECTRIC WATER HEATER

EWS EYE WASH STATION

EX EXISTING

DCW  DOMESTIC COLD WATER

DHW  DOMESTIC HOT WATER

DHWR

DWR

DHWS  DOMESTIC HOT WATER SUPPLY

DI  DEIONIZED WATER

DN  DOWN

DOE  DEPARTMENT OF ENERGY

DS  DOWNSPOUT

DW  DISHWASHER

DWG  DRAWING

DWH  DOMESTIC WATER HEATER

DWR  DRINKING WATER RETURN

DWS  DRINKING WATER SUPPLY

DWV  DRAIN WASTE VENT

C CELSIUS

CGA COMPRESSED GAS ASSOCIATION

CI CAST IRON

CO CLEANOUT

CS CLINICAL SINK

CV CONTROL VALVE

BFP  REDUCED PRESSURE BACKFLOW

 PREVENTER

BHP  BREAK HORSEPOWER

BSP  BLACK STEEL PIPE

BT  BATHTUB

BTU  BRITISH THERMAL UNIT

BTUH  BRITISH THERMAL UNIT PER

HOUR

A/E ARCHITECT / ENGINEER

AD AREA DRAIN

AFF ABOVE FINISH FLOOR

AFG ABOVE FINISH GRADE

AG AIR GAP

AP ACCESS PANEL

AS AUTOMATIC SPRINKLER

ASD ADJUSTABLE SPEED DRIVES

ASD AUTOMATIC SPRINKLER DRAIN

ASHRAE AMERICAN SOCIETY HEATING,

REFRIGERATION, AIR CONDITIONING

ENGINEERS

ASME AMERICAN SOCIETY MECHANICAL

ENGINEERS

ASPE AMERICAN SOCIETY PLUMBING

ENGINEERS

ASR AUTOMATIC SPRINKLER RISER

AV ACID VENT

AW ACID WASTE

PA PASCAL

PD PRESSURE DROP OR DIFFERENCE

PDI PLUMBING AND DRAINAGE

 INSTITUTE

PG PRESSURE GAGE

PP PLUMBING PUMP

PPM PARTS PER MILLION

PRS PRESSURE REDUCING STATION

PRV PRESSURE REDUCING VALVE

PSI POUNDS PER SQUARE INCH

PSIA POUNDS PER SQUARE INCH
 ATMOSPHERE

PSIG POUNDS PER SQUARE INCH
 GAUGE

PTRV PRESSURE TEMPERATURE RELIEF
 VALVE

PW POTABLE WATER

RD ROOF DRAIN

RDL ROOF DRAIN LEADER

RL ROOF LEADER

RO REVERSE OSMOSIS WATER

RWL RAIN WATER LEADER

SAN SANITARY SEWER

SHEET METAL AND AIR

 CONDITIONING CONTRACTORS

 NATIONAL ASSOCIATION

SCFM STANDARD CUBIC FOOT/MINUTE

SCW SOFTENED COLD WATER

STORM DRAIN MANHOLE

SP SUMP PUMP

SPR SPRINKLER LINE

SQFT SQUARE FEET

SS STAINLESS STEEL

ST STORAGE TANK

SW STORM WATER
TCV TEMPERATURE CONTROL VALVE

TD TRENCH DRAIN

TDH TOTAL DYNAMIC HEAD

TEMP TEMPERATURE

TMV THERMOSTATIC MIXING VALVE

TP TRAP PRIMER

THERMOSTAT

TWR TEMPERED WATER RETURN

TWS TEMPERED WATER SUPPLY

TYP TYPICAL
UPC UNIFORM PLUMBING CODE

V VENT

VAC VACUUM

VB VACUUM BREAKER

VCO VACUUM CLEANER OUTLET

VP VACUUM PUMP

VS VENT STACK

VTR VENT THROUGH ROOF

W WASTE

WC WATER CLOSET

WCO WALL CLEANOUT

WG WATER GAGE

WH WALL HYDRANT

WH WATER HEATER

WHA WATER HAMMER ARRESTER

WL WATER LINE

WM WATER METER

WPD WATER PRESSURE DROP

WS WASTE STACK

YCO YARD CLEANOUT

YH YARD HYDRANT

PLUMBING PIPING SYMBOLS

DOMESTIC HOT WATER, HOT WATER

DOMESTIC COLD WATER, COLD WATER

ORAL EVACUATION

LABORATORY VACUUM

LABORATORY AIR

MEDICAL VACUUM

MEDICAL AIR

DOMESTIC HOW WATER RETURN, HOT WATER RETURN

STORM WATER, BELOW GRADE

STORM WATER

SANITARY SEWER, BELOW GRADE

DRAIN

DRINKING WATER SUPPLY

DRINKING WATER RETURN

NITROUS OXIDE

TEMPERED WATER RETURN

TEMPERED WATER SUPPLY

INDUSTRIAL AIR

MA MA MA

MV MV MV

LA LA LA

LV LV LV

OA OA OA

IA IA IA

D D D

SAN SAN SAN

SD SD SD

SD SD SD

TWR TWR TWR

DWS DWS DWS

DWR DWR DWR

TWS TWS TWS

SANITARY SEWERSAN SAN SAN

SANITARY SEWER (OPTIONAL)SS SS SS

SOFTEN COLD WATERSCW SCW SCW

FILTERED COLD WATERFCW FCW FCW

N20 N20 N20

OXYGEN0 0 0

NITROGENN2 N2 N2

NATURAL GAS, BELOW GRADE

NATURAL GAS

NG NG NG

NG NG NG

FUEL OIL DISCHARGEFOD FOD FOD

FUEL OIL SUPPLYFOS FOS FOS

FUEL OIL RETURN

FUEL OIL VENT

FOR FOR FOR

FOV FOV FOV

~

~

~

~

GENERAL PLUMBING SYMBOLS

LIMIT OF DEMOLITION

ANCHOR

REDUCER OR INCREASER

DIRECTION OF FLOW

SIDE CONNECTION

ECCENTRIC REDUCER

BOTTOM CONNECTION, 45° OR 90°

TOP CONNECTION, 45° OR 90°

DIRECTION OF PIPE PITCH (DOWN)

UNION

RISE OR DROP IN PIPE

CAPPED OUTLET

AND EXISTING WORK
POINT OF CONNECTION BETWEEN NEW

PRESSURE GAGE

THERMOMETER

STRAINER

FLOW ELEMENT

FLOAT & THERMOSTATIC TRAP SET INCLUDING

PIPING ACCESSORIES

PIPING ACCESSORIES

INVERTED BUCKET TRAP SET INCLUDING

FE

PIPE UP

PIPE DOWN

CO CLEAN OUT

HOSE BIB

DRAWING SYMBOLS

26-P 3

DETAIL NUMBER

DRAWING NUMBER WHERE SHOWN

SECTION LETTER

TYPICAL UNIT NO.

BUILDING NO. WHERE EQUIPMENT IS LOCATED.

PUMP NO.3 IN BUILDING NO.26

EQUIPMENT ABBREVIATION (PUMP)

DRAWING NUMBER WHERE DRAWN

2

PL105

A

PL105

 DOMESTIC HOT WATER RETURN

 DOMESTIC WATER RETURN

 HOT AND COLD WATER

 HAND SINK

 HOT WATER STORAGE TANK

 HOT WATER CIRCULATING

 KILOWATT-HOUR

 POUNDS PER HOUR

SMACNA

SDMH

TSTAT

WATER CALCUATION WORKSHEET

Information Needed for Water Service Sizing.

1. Demand of building in gallons per minute

2. Low pressure at main in street (or at external pressure tank).

3. Difference in elevation from main to meter (or external pressure tank to building           
control valve).

4. Size of water meter (if applicable)

5. Deleloped length from main to meter (or external pressure tank to building control 
valve).

You Must First Find the Available Pressure After the Water Meter
(or at building control valve). To obtain this pressure, you must:

6. Find pressure loss due to friction in inch water service.

7. Find pressure loss due to elevation, main to meter (or external pressure tank to
building control valve). Multiply the difference in elevation by .434 p.s.i./ ft.

8. Find pressure loss due to meter, (from manufacturer or AWWA).

9. Subtract the loss due to friction (Step 6), loss due to elevation (Step 7), and loss 
due to meter (Step 8) from the low main pressure (or low pressure at external 
pressure tank). This calculation is the available pressure after the water meter (or at
the building control valve). This answer is entered in Line B, below.

Information need for Water Distribution Sizing

Using the following formula, find the pressure available for uniform loss (p.s.i./100' of pipe)

A = B - (C + D + E) x 100
F

WHERE:

A. Pressure available for uniform loss (p.s.i./100' of pipe).

B. Available pressure after water meter (at the building control valve or low pressure
at internal pressure tank). (See item 9, above).

C. Pressure needed at controling fixture.

D. Difference in elevation between water meter (building control valve or internal 
pressure tank) and controlling fixture in feet x .434 p.s.i./ft.

E. Pressure loss due to water softeners, water treatment devices, instantaneous 
water heaters and backflow preventers. Conventional water heaters usually do
not have a pressure loss.

F. Developed length from water meter (building control valve or internal pressure tank)
to controlling fixture in feet x 1.5.

With pressure available for uniform loss, go to applicable for distribution sizing.
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Schedules, Symbols & Abbreviations

P-000

607-394

1

WS RA
14

Plumbing Sheet Index

Sheet
Number Sheet Name

P-000 Schedules, Symbols & Abbreviations

PD-107A Plumbing Demolition Plan Level 7 / Wing A

PD-107B Plumbing Demolition Plan Level 7 / Wing B

PD-107D Plumbing Demolition Plan Level 7 / Wing D

PD-108A Plumbing Demolition Plan Level 8 / Wing A

PD-108B Plumbing Demolition Plan Level 8 / Wing B

PD-108D Plumbing Demolition Plan Level 8 / Wing D

PD-109A Plumbing Demolition Plan Level 9 / Wing A

PD-109B Plumbing Demolition Plan Level 9 / Wing B

PL-107A Plumbing Plan Level 7 / Wing A

PL-107B Plumbing Plan Level 7 / Wing B

PL-107D Plumbing Plan Level 7 / Wing D

PL-108A Plumbing Plan Level 8 / Wing A

PL-108B Plumbing Plan Level 8 / Wing B

PL-108D Plumbing Plan Level 8 / Wing D

PL-109A Plumbing Plan Level 9 / Wing A

PL-109B Plumbing Plan Level 9 / Wing B

PL-500 Plumbing Schedules

PL-600 Details

PL-601 Enlarged Plumbing Plans - SPD Decontam.

PL-700 Isometrics Area D

PL-701 Waste & Vent Isometrics Area A

PL-702 Water Supply Isometrics Area A

PL-703 Waste & Vent Isometrics Area B

PL-704 Water Supply Isometrics Area B

GENERAL NOTE:
REFER TO DRAWING GI-02 FOR PROJEC PHASING PLAN.
DIVISION 22 CONTRACTOR SHALL PROVIDE TEMPORARY PIPING
AND SERVICE VALVES AS REQUIRED TO SUPPORT THE PHASING
PLAN FOR THE FOLLOWING PIPING SYSTEMS: SANITARY
SEWER, SANITARY VENT, DOMESTIC COLD WATER, DOMESTIC
HOT WATER, DOMESTIC HOT WATER RETURN, MEDICAL GAS,
MEDICAL VACUUM, ROOF CONDUCTOR.

1

1

LEAD FREE NOTE:
A. COMPLY WITH THE "SAFE DRINKING WATER ACT" AND THE

"REDUCTION OF LEAD IN DRINKING WATER ACT". SPECIFIED
PRODUCTS ARE INTENDED TO COMPLY WITH THESE ACTS
WEATHER SPECIFIED IN THE PRODUCT MODEL NUMBER OR
NOT.

B. ALL MATERIALS USED IN POTABLE WATER SYSTEMS SHALL
COMPLY WITH CURRENTLY ADOPTED REGULATIONS,
INCLUDING NSF-61.
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NOTES:
1. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL FIXTURES
BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE LAST FITTING
WITH FLOW MOVEMENT.

2. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL PLUMBING
EQUIPMENT BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE
LAST FITTING WITH FLOW MOVEMENT.

3. REMOVE CAP AND SEAL MEDICAL GAS AND MEDICAL VACUUM PIPING TO ALL
MEDICAL GAS OUTLETS, MEDICAL VACUUM INLETS, AND SONE VALVE BOXES BACK
TO THE POINT OF ORIGIN, OR AT THE LAST FITTING WITH FLOW MOVEMENT.

4. DOMESTIC WATER PIPING TO PLUMBING FIXTURES AND EQUIPMENT ON THE 8th
FLOOR, IS SUPPLIED FORM RISERS ON THE 7th FLOOR.

5. EXTEND ALL EXISTING VENT STACKS, AND STACK VENTS TO THE 8th FLOOR, AND
TERMINATE WITH A 4" VTR.

6. A PORTION OF THE EXISTING EIGTH FLOOR WILL BE OCCUPIED DURRING
DONSTRUCTION. EXISTING PLUMBING, AND MEDICAL GAS SYSTEMS SHALL REMAIN
OPERATION DURRING OCCUPANCY. REFER TO SHEET Gi-02 AND SHEET AS-108T
FOR ADDITIONAL INFORMATION.

7. IN-FILL HOLDES IN THE SLAB THAT ARE CREATED DUE TO PIPING BEING
REMOVED.

8. DIVISION 22 CONTRACTOR SHALL RE-SUPPORT ANY REMAINING PIPING(MED.
GAS, MED. VACUUM, WATER, WASTE, CONDUCTOR, DUCTWORK, ETC.) THAT ARE
LEFT WITHIN A DEMOLISTION AREA, BUT NEEDS TO BE RE-SUPPORTED TO KEEP
FROM FALLING APART. RE-SUPPORTED SYSTEMS SHALL MATCH NEW SYSTEMS.

9. DIVISION 22 CONTRACTOR SHALL INSTALL PIPE SLEEVES AND FIRE CAULK
AROUND ALL NEW & EXISTING PIPE PENETRATIONS (INCLUDINGS EXISTING UN-
SLEEVED) THRTOUGH THE FLOOR BEFORE PIPING IS INSULATED AND ENCLOSED
WITHIN THE WALL CAVITY.
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NOTES:
1. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL FIXTURES
BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE LAST FITTING
WITH FLOW MOVEMENT.

2. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL PLUMBING
EQUIPMENT BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE
LAST FITTING WITH FLOW MOVEMENT.

3. REMOVE CAP AND SEAL MEDICAL GAS AND MEDICAL VACUUM PIPING TO ALL
MEDICAL GAS OUTLETS, MEDICAL VACUUM INLETS, AND SONE VALVE BOXES BACK
TO THE POINT OF ORIGIN, OR AT THE LAST FITTING WITH FLOW MOVEMENT.

4. DOMESTIC WATER PIPING TO PLUMBING FIXTURES AND EQUIPMENT ON THE 8th
FLOOR, IS SUPPLIED FORM RISERS ON THE 7th FLOOR.

5. EXTEND ALL EXISTING VENT STACKS, AND STACK VENTS TO THE 8th FLOOR, AND
TERMINATE WITH A 4" VTR.

6. A PORTION OF THE EXISTING EIGTH FLOOR WILL BE OCCUPIED DURRING
DONSTRUCTION. EXISTING PLUMBING, AND MEDICAL GAS SYSTEMS SHALL REMAIN
OPERATION DURRING OCCUPANCY. REFER TO SHEET Gi-02 AND SHEET AS-108T
FOR ADDITIONAL INFORMATION.

7. IN-FILL HOLDES IN THE SLAB THAT ARE CREATED DUE TO PIPING BEING
REMOVED.

8. DIVISION 22 CONTRACTOR SHALL RE-SUPPORT ANY REMAINING PIPING(MED.
GAS, MED. VACUUM, WATER, WASTE, CONDUCTOR, DUCTWORK, ETC.) THAT ARE
LEFT WITHIN A DEMOLISTION AREA, BUT NEEDS TO BE RE-SUPPORTED TO KEEP
FROM FALLING APART. RE-SUPPORTED SYSTEMS SHALL MATCH NEW SYSTEMS.

9. DIVISION 22 CONTRACTOR SHALL INSTALL PIPE SLEEVES AND FIRE CAULK
AROUND ALL NEW & EXISTING PIPE PENETRATIONS (INCLUDINGS EXISTING UN-
SLEEVED) THRTOUGH THE FLOOR BEFORE PIPING IS INSULATED AND ENCLOSED
WITHIN THE WALL CAVITY.
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Ed
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NOTES:
1. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL FIXTURES
BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE LAST FITTING
WITH FLOW MOVEMENT.

2. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL PLUMBING
EQUIPMENT BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE
LAST FITTING WITH FLOW MOVEMENT.

3. REMOVE CAP AND SEAL MEDICAL GAS AND MEDICAL VACUUM PIPING TO ALL
MEDICAL GAS OUTLETS, MEDICAL VACUUM INLETS, AND SONE VALVE BOXES BACK
TO THE POINT OF ORIGIN, OR AT THE LAST FITTING WITH FLOW MOVEMENT.

4. DOMESTIC WATER PIPING TO PLUMBING FIXTURES AND EQUIPMENT ON THE 8th
FLOOR, IS SUPPLIED FORM RISERS ON THE 7th FLOOR.

5. EXTEND ALL EXISTING VENT STACKS, AND STACK VENTS TO THE 8th FLOOR, AND
TERMINATE WITH A 4" VTR.

6. A PORTION OF THE EXISTING EIGTH FLOOR WILL BE OCCUPIED DURRING
DONSTRUCTION. EXISTING PLUMBING, AND MEDICAL GAS SYSTEMS SHALL REMAIN
OPERATION DURRING OCCUPANCY. REFER TO SHEET Gi-02 AND SHEET AS-108T
FOR ADDITIONAL INFORMATION.

7. IN-FILL HOLDES IN THE SLAB THAT ARE CREATED DUE TO PIPING BEING
REMOVED.

8. DIVISION 22 CONTRACTOR SHALL RE-SUPPORT ANY REMAINING PIPING(MED.
GAS, MED. VACUUM, WATER, WASTE, CONDUCTOR, DUCTWORK, ETC.) THAT ARE
LEFT WITHIN A DEMOLISTION AREA, BUT NEEDS TO BE RE-SUPPORTED TO KEEP
FROM FALLING APART. RE-SUPPORTED SYSTEMS SHALL MATCH NEW SYSTEMS.

9. DIVISION 22 CONTRACTOR SHALL INSTALL PIPE SLEEVES AND FIRE CAULK
AROUND ALL NEW & EXISTING PIPE PENETRATIONS (INCLUDINGS EXISTING UN-
SLEEVED) THRTOUGH THE FLOOR BEFORE PIPING IS INSULATED AND ENCLOSED
WITHIN THE WALL CAVITY.
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SINK &
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P/11

x 4" VTR

x 4" V DN

P/16NOTES:
1. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL FIXTURES
BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE LAST FITTING
WITH FLOW MOVEMENT.

2. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL PLUMBING
EQUIPMENT BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE
LAST FITTING WITH FLOW MOVEMENT.

3. REMOVE CAP AND SEAL MEDICAL GAS AND MEDICAL VACUUM PIPING TO ALL
MEDICAL GAS OUTLETS, MEDICAL VACUUM INLETS, AND SONE VALVE BOXES BACK
TO THE POINT OF ORIGIN, OR AT THE LAST FITTING WITH FLOW MOVEMENT.

4. DOMESTIC WATER PIPING TO PLUMBING FIXTURES AND EQUIPMENT ON THE 8th
FLOOR, IS SUPPLIED FORM RISERS ON THE 7th FLOOR.

5. EXTEND ALL EXISTING VENT STACKS, AND STACK VENTS TO THE 8th FLOOR, AND
TERMINATE WITH A 4" VTR.

6. A PORTION OF THE EXISTING EIGTH FLOOR WILL BE OCCUPIED DURRING
DONSTRUCTION. EXISTING PLUMBING, AND MEDICAL GAS SYSTEMS SHALL REMAIN
OPERATION DURRING OCCUPANCY. REFER TO SHEET Gi-02 AND SHEET AS-108T
FOR ADDITIONAL INFORMATION.

7. IN-FILL HOLDES IN THE SLAB THAT ARE CREATED DUE TO PIPING BEING
REMOVED.

8. DIVISION 22 CONTRACTOR SHALL RE-SUPPORT ANY REMAINING PIPING(MED.
GAS, MED. VACUUM, WATER, WASTE, CONDUCTOR, DUCTWORK, ETC.) THAT ARE
LEFT WITHIN A DEMOLISTION AREA, BUT NEEDS TO BE RE-SUPPORTED TO KEEP
FROM FALLING APART. RE-SUPPORTED SYSTEMS SHALL MATCH NEW SYSTEMS.

9. DIVISION 22 CONTRACTOR SHALL INSTALL PIPE SLEEVES AND FIRE CAULK
AROUND ALL NEW & EXISTING PIPE PENETRATIONS (INCLUDINGS EXISTING UN-
SLEEVED) THRTOUGH THE FLOOR BEFORE PIPING IS INSULATED AND ENCLOSED
WITHIN THE WALL CAVITY.
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MGO'Sx
MGO'Sx
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x 4" V DNCAP
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7th FLOOR CEILING

x

x 4" ST

4"
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x 4" ST DN

NOTES:
1. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL FIXTURES
BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE LAST FITTING
WITH FLOW MOVEMENT.

2. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL PLUMBING
EQUIPMENT BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE
LAST FITTING WITH FLOW MOVEMENT.

3. REMOVE CAP AND SEAL MEDICAL GAS AND MEDICAL VACUUM PIPING TO ALL
MEDICAL GAS OUTLETS, MEDICAL VACUUM INLETS, AND SONE VALVE BOXES BACK
TO THE POINT OF ORIGIN, OR AT THE LAST FITTING WITH FLOW MOVEMENT.

4. DOMESTIC WATER PIPING TO PLUMBING FIXTURES AND EQUIPMENT ON THE 8th
FLOOR, IS SUPPLIED FORM RISERS ON THE 7th FLOOR.

5. EXTEND ALL EXISTING VENT STACKS, AND STACK VENTS TO THE 8th FLOOR, AND
TERMINATE WITH A 4" VTR.

6. A PORTION OF THE EXISTING EIGTH FLOOR WILL BE OCCUPIED DURRING
DONSTRUCTION. EXISTING PLUMBING, AND MEDICAL GAS SYSTEMS SHALL REMAIN
OPERATION DURRING OCCUPANCY. REFER TO SHEET Gi-02 AND SHEET AS-108T
FOR ADDITIONAL INFORMATION.

7. IN-FILL HOLDES IN THE SLAB THAT ARE CREATED DUE TO PIPING BEING
REMOVED.

8. DIVISION 22 CONTRACTOR SHALL RE-SUPPORT ANY REMAINING PIPING(MED.
GAS, MED. VACUUM, WATER, WASTE, CONDUCTOR, DUCTWORK, ETC.) THAT ARE
LEFT WITHIN A DEMOLISTION AREA, BUT NEEDS TO BE RE-SUPPORTED TO KEEP
FROM FALLING APART. RE-SUPPORTED SYSTEMS SHALL MATCH NEW SYSTEMS.

9. DIVISION 22 CONTRACTOR SHALL INSTALL PIPE SLEEVES AND FIRE CAULK
AROUND ALL NEW & EXISTING PIPE PENETRATIONS (INCLUDINGS EXISTING UN-
SLEEVED) THRTOUGH THE FLOOR BEFORE PIPING IS INSULATED AND ENCLOSED
WITHIN THE WALL CAVITY.
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NOTES:
1. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL FIXTURES
BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE LAST FITTING
WITH FLOW MOVEMENT.

2. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL PLUMBING
EQUIPMENT BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE
LAST FITTING WITH FLOW MOVEMENT.

3. REMOVE CAP AND SEAL MEDICAL GAS AND MEDICAL VACUUM PIPING TO ALL
MEDICAL GAS OUTLETS, MEDICAL VACUUM INLETS, AND SONE VALVE BOXES BACK
TO THE POINT OF ORIGIN, OR AT THE LAST FITTING WITH FLOW MOVEMENT.

4. DOMESTIC WATER PIPING TO PLUMBING FIXTURES AND EQUIPMENT ON THE 8th
FLOOR, IS SUPPLIED FORM RISERS ON THE 7th FLOOR.

5. EXTEND ALL EXISTING VENT STACKS, AND STACK VENTS TO THE 8th FLOOR, AND
TERMINATE WITH A 4" VTR.

6. A PORTION OF THE EXISTING EIGTH FLOOR WILL BE OCCUPIED DURRING
DONSTRUCTION. EXISTING PLUMBING, AND MEDICAL GAS SYSTEMS SHALL REMAIN
OPERATION DURRING OCCUPANCY. REFER TO SHEET Gi-02 AND SHEET AS-108T
FOR ADDITIONAL INFORMATION.

7. IN-FILL HOLDES IN THE SLAB THAT ARE CREATED DUE TO PIPING BEING
REMOVED.

8. DIVISION 22 CONTRACTOR SHALL RE-SUPPORT ANY REMAINING PIPING(MED.
GAS, MED. VACUUM, WATER, WASTE, CONDUCTOR, DUCTWORK, ETC.) THAT ARE
LEFT WITHIN A DEMOLISTION AREA, BUT NEEDS TO BE RE-SUPPORTED TO KEEP
FROM FALLING APART. RE-SUPPORTED SYSTEMS SHALL MATCH NEW SYSTEMS.

9. DIVISION 22 CONTRACTOR SHALL INSTALL PIPE SLEEVES AND FIRE CAULK
AROUND ALL NEW & EXISTING PIPE PENETRATIONS (INCLUDINGS EXISTING UN-
SLEEVED) THRTOUGH THE FLOOR BEFORE PIPING IS INSULATED AND ENCLOSED
WITHIN THE WALL CAVITY.
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Plumbing Demolition Plan Level 8 / Wing D
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  2" VTRx

4" VTR4" VTR

4" VTRx
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4" ST UP TO
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Ed

NOTES:
1. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL FIXTURES
BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE LAST FITTING
WITH FLOW MOVEMENT.

2. REMOVE CAP AND SEAL WASTE, VENT, AND WATER PIPING TO ALL PLUMBING
EQUIPMENT BEING REMOVED BACK TO THE POINT OF ORIGIN, OR BACK AT THE
LAST FITTING WITH FLOW MOVEMENT.

3. REMOVE CAP AND SEAL MEDICAL GAS AND MEDICAL VACUUM PIPING TO ALL
MEDICAL GAS OUTLETS, MEDICAL VACUUM INLETS, AND SONE VALVE BOXES BACK
TO THE POINT OF ORIGIN, OR AT THE LAST FITTING WITH FLOW MOVEMENT.

4. DOMESTIC WATER PIPING TO PLUMBING FIXTURES AND EQUIPMENT ON THE 8th
FLOOR, IS SUPPLIED FORM RISERS ON THE 7th FLOOR.

5. EXTEND ALL EXISTING VENT STACKS, AND STACK VENTS TO THE 8th FLOOR, AND
TERMINATE WITH A 4" VTR.

6. A PORTION OF THE EXISTING EIGTH FLOOR WILL BE OCCUPIED DURRING
DONSTRUCTION. EXISTING PLUMBING, AND MEDICAL GAS SYSTEMS SHALL REMAIN
OPERATION DURRING OCCUPANCY. REFER TO SHEET Gi-02 AND SHEET AS-108T
FOR ADDITIONAL INFORMATION.

7. IN-FILL HOLDES IN THE SLAB THAT ARE CREATED DUE TO PIPING BEING
REMOVED.

8. DIVISION 22 CONTRACTOR SHALL RE-SUPPORT ANY REMAINING PIPING(MED.
GAS, MED. VACUUM, WATER, WASTE, CONDUCTOR, DUCTWORK, ETC.) THAT ARE
LEFT WITHIN A DEMOLISTION AREA, BUT NEEDS TO BE RE-SUPPORTED TO KEEP
FROM FALLING APART. RE-SUPPORTED SYSTEMS SHALL MATCH NEW SYSTEMS.

9. DIVISION 22 CONTRACTOR SHALL INSTALL PIPE SLEEVES AND FIRE CAULK
AROUND ALL NEW & EXISTING PIPE PENETRATIONS (INCLUDINGS EXISTING UN-
SLEEVED) THRTOUGH THE FLOOR BEFORE PIPING IS INSULATED AND ENCLOSED
WITHIN THE WALL CAVITY.

ALTERNATED BID #5
ELIMINATE THE DEMOLITION
SCOPE WITHIN THE BOUNDRY,
UNLESS NOTED OTHERWISE.
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NOTES:
1. RE�ROUTE DRAIN AND VENT PIPING AS REQUIRED FOR 8TH
FLOOR REMODEL

2. REMOVE AND RE�INSTALL EXISTING CEILING TILS AS
REQUIRED.

3. OPEN AND PATCH EXISTING WALLS AS REQUIRED.

4. MODIFY AND REMODEL EXISTING PIPING THAT IS
CONNECTED TO AS REQUIRED.

5. EXTEND ALL EXITING VENT STACKS, AND STACK VENTS TO
THE 8th FLOOR , AND TERMINATE WITH A 4" VTR.

6. WORK IN THIS AREA WILL NEED TO BE SCHEDULED WITH VA
FOR "AFTERHOURS" AND/OR WEEKENDS. NO ADDITIONAL COST
TO GOVERNMENT.
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815-XK-CP

910-G-777-19K-CP

CHICAGO
FAUCET

CHICAGO
FAUCET

9512.013

8345.119

7780.024

AMERICAN
STANDARD

AMERICAN
STANDARD

AMERICAN
STANDARD

KOHLER K-12867 WALL HUNG VITREOUS CHINA WITH BLOW-OUT ACTION
FLUSHING RIM, 1-1/2" TOP SPUD.

STAINLESS STEEL RIM GUARD ON FRONT RIM.

COMBINATION FAUCET WITH CERAMIC DISC
CARTRIDGES AND ADJUSTABLE CENTERS, INTEGRAL STOP
ARMS WITH WALL FLANGE, PLAIN OUTLET SPOUT 6" ELBOW
HANDLES AND WALL BRACE.

WALL MOUNTED SLO-CLOSE PEDAL VALVE WITH OUTLET
VOLUME CONTROL, ELEVATED VACUUM BREAKER, SUPPLY WALL
FITTING WITH WHITE VINYL HOSE AND SPRAY OUTLET.

EXPOSED FLUSH VALVE, 6.5 GPF WITH HANDLE ON FRONT OF
VALVE.

COMMERCIAL GRADE, FLOOR MOUNTED WITH SHORT FEET.

K-8935

7832.017

ROYAL 117H

CARRIER

FLUSH VALVE

BED PAN
WASHER

FAUCET

RIM
GUARD

CLINICAL
SERVICE SINK

SLOAN

P503

ADA EXPOSED DUAL FLUSH VALVE, 1.6 GPF AND 1.0 GPF.

AFWALL
2257.103

AMERICAN
STANDARD

COMMERCIAL GRADE, ADJUSTABLE, FLOOR MOUNTED WITH
SHORT FEET

ELONGATED, WHITE, OPEN FRONT LESS COVER, WITH
STAINLESS STEEL SELF-SUSTAINING CHECK HINGE.

VITREOUS CHINA, WALL HUNG, ELONGATED BOWL, TOP SPUD, 1.6
GPF.

1955 SSCBEMIS

SLOAN

CARRIER

FLUSH VALVE

SEAT

WATER CLOSET

P101

WES-111

PLUMBING FIXTURE SCHEDULE
MODEL NO.
(OR EQUAL)

MANUFACTURERTAG NO. DESCRIPTION

KOHLER KINGSTON
K-4330

EXPOSED FLUSH VALVE, BEDPAN WASHER, 1.6 GPH

HINGED WHITE SEAT WITH OPEN FRONT, LESS COVER.

FRONT WALL MOUNT 1.6 GPM SIPHON JET TOP SPUD BARIATRIC
WATER CLOSET OF HEAVY GAUGE TYPE 304 STAINLESS STEEL,
ELONGATED BOWL WITH INTEGRAL TOILET SEAT WITH SANITARY
HIGH WHITE POLISH FINISH AND MOUNTING PLATE.

2105BAR-ADA-
EG WHITE-HSBJ
-MC-FV80-8L-T-1

SLOAN

ACORNWATER CLOSET

FLUSH VALVE

P102

BPW-1150

STAINLESS STEEL RECESSED COLD WATER SUPPLY AND WASTE
HOSE BOX.

ACORNDIALYSIS BOX 8181

BATTERY POWERED, SENSOR OPERATED, EXPOSED FLUSH
VALVE, 1.0 GPF

WASHBROOK
6501.010

AMERICAN
STANDARD

COMMERCIAL GRADE, FLOOR MOUNTED WITH
SHORT FEET

ADA COMPIANT, VITREOUS CHINA, WALL HUNG, 3/4" TOP SPUD,
1.0 GPF WASHDOWN FLUSHING ACTION.

SLOAN

CARRIER

FLUSH VALVE

URINAL

P201

SLOAN

BARDON
K-4960-ET

KOHLER

ADA COMPLIANT WALL HUNG, 20"x18" VITREOUS CHINA LAVATORY
WITH 4" FAUCET CENTERS.

PERFORATED GRID STRAINER AND TAIL PIECE

PRE-WRAPPED OFFSET DRAIN AND 1-1/2" P-TRAP WITH
REDUCING SLIP NUT, TAIL-PIECE COVER, (2) SUPPLY COVERS
AND CHROME ESCUTCHEON.

1/2" x 3/8" HEAVY SUPPLIES WITH HANDLE STOPS.

LAVATORY

P401

DRAIN McGUIRE 155A

PW 2150 WCMcGUIRETRAP W/
DRAINS

SUPPLIES McGUIRE H2165CC

"LUCERNE"
0355.012

AMERICAN
STANDARD

DECK MOUNTED FAUCET WITH GOOSENECK SPOUT, WRISTBLADE
HANDLES, CERAMIC DISC CARTRIDGES AND AERATOR OUTLET.

WITH LAMINAR FLOW OUTLET

895-317CPR

-E29

CHICAGO
FAUCET

FAUCET

KINGSTON
K-2005

KOHLER

BY OTHERSBY OTHERS SOLID SURFACE COUNTERTOP WITH INTEGRAL BOWL BY
OTHERS.

DECK MOUNTED HARD WIRED SENSOR OPERATED FAUCET,
FOR HOT & COLD WATER SUPPLY, MODULAR ONE-PIECE
CONSTRUCTION WITH ALL CONCEALED COMPONENTS ABOVE
DECK, 6 VOLT TRANSFORMER, INTEGRAL SPOUT
TEMPERATURE MIXER AND VANDAL-RESISTANT AERATOR
AND 4" DECK PLATE.

EAF-100-ISMSLOANFAUCET

PERFORATED GRID STRAINER AND TAIL PIECE

PRE-WRAPPED OFFSET DRAIN AND 1-1/2" P-TRAP WITH
REDUCING SLIP NUT, TAIL-PIECE COVER, (2) SUPPLY COVERS
AND CHROME ESCUTCHEON.

1/2" x 3/8" HEAVY SUPPLIES WITH HANDLE STOPS.

LAVATORY

P402

DRAIN McGUIRE 155A

PW 2150 WCMcGUIRETRAP W/
DRAINS

SUPPLIES McGUIRE H2165CC

"LUCERNE"
0355.012

AMERICAN
STANDARD

ADA COMPLIANT WALL HUNG, 20"x18" VITREOUS CHINA LAVATORY
WITH 4" FAUCET CENTERS.

FAUCET

LAVATORY

P403

PERFORATED GRID STRAINER AND TAIL PIECE

PRE-WRAPPED OFFSET DRAIN AND 1-1/2" P-TRAP WITH
REDUCING SLIP NUT, TAIL-PIECE COVER, (2) SUPPLY COVERS
AND CHROME ESCUTCHEON.

1/2" x 3/8" HEAVY SUPPLIES WITH HANDLE STOPS.

DRAIN McGUIRE 155A

PW 2150 WCMcGUIRETRAP W/
DRAINS

SUPPLIES McGUIRE H2165CC

KINGSTON
K-2005

KOHLER

EAF-100-ISMSLOAN DECK MOUNTED HARD WIRED SENSOR OPERATED FAUCET,
FOR HOT & COLD WATER SUPPLY, MODULAR ONE-PIECE
CONSTRUCTION WITH ALL CONCEALED COMPONENTS ABOVE
DECK, 6 VOLT TRANSFORMER, INTEGRAL SPOUT
TEMPERATURE MIXER AND VANDAL-RESISTANT AERATOR
AND 4" DECK PLATE.

1/2" x 3/8" HEAVY SUPPLIES WITH WHEEL HANDLE STOPS.

1-1/2", 17 GAUGE, C.P. CAST BRASS P-TRAP WITH CLEANOUT
PLUG.

DECK MOUNTED FAUCET WITH RIGID GOOSENECK SPOUT,
LAMINAR FLOW OUTLET, WRISTBLADE HANDLES, 8" CENTERS
AND CERAMIC DISC CARTRIDGES.

PERFORATED GRID STRAINER, AND TAIL PIECE

SINGLE COMPARTMENT, 18 GAUGE, TYPE 304 SELF-RIMMING
STAINLESS STEEL SINK, 19-1/2" x  19" O.A., 7-1/2" DEEP.

H2165CC

8912

786-XK-E29-CP

LK-18

LR-1919ELKAY

ELKAY

CHICAGO
FAUCET

McGUIRE

McGUIRESUPPLIES

TRAP

FAUCET

DRAIN

SINK

P501

LK-35B
(PROVIDE TWO)

FAUCET

1/2 "x 3/8" HEAVY SUPPLIES WITH WHEEL HANDLE STOPS.

1-1/2", 17 GAUGE, C.P. CAST BRASS P-TRAP WITH CLEANOUT
PLUG.

STAINLESS STEEL CONICAL STRAINER BASKET WITH FLEX
STEM RUBBER STOPPER AND STAINLESS STEEL TAILPIECE.

H2165CC
(PROVIDE TWO)

8912
(PROVIDE TWO)

TBJ-SPD

ELKAY

McGUIRE

McGUIRESUPPLIES

TRAP

DRAIN

SINK

P502

FAUCET CONTROL FOOT PEDAL HOT/ COLD WATER, S/S, WITH
DEDICATED SPOUT WITH CONTROL HANDLES.

96" L x 30" D x 36" H THREE COMPATMENT T302 STAINLESS
WORK SINK WITH 4" BACKSPLASH, LEVELING FEET, 1/4"
MARING EDGE, 10" HYDRAULIC HEIGHT ADJUSTMENT AND
ELECTRIC PUSH BUTTON.

WS-96-36-HHAE-
SLB-3-HCFPFH-AP

WS-HCFPFH
(PROVIDE TWO)

TBJ-SPD

WITH LAMINAR FLOW OUTLET

DECK MOUNTED FAUCET WITH SWING GOOSENECK SPOUT,
AERATOR OUTLET, INDEXED LEVER HANDLES AND CERAMIC DISC
CARTRIDGES.

WITH LAMINAR FLOW OUTLET

DECK MOUNTED FAUCET WITH SWING GOOSENECK SPOUT,
AERATOR OUTLET, WRISTBLADE HANDLES AND CERAMIC DISC
CARTRIDGES.

-E29

201-GN8A-E3-
390PRJKCP

-E29

201-GN8A-
E3-317

STAINLESS STEEL CONICAL STRAINER BASKET WITH FLEX STEM
RUBBER STOPPER AND STAINLESS STEEL TAILPIECE.

LK-35B

CHICAGO  FAUCETFAUCET

1/2" x 3/8" HEAVY SUPPLIES WITH WHEEL HANDLE STOPS.

1-1/2", 17 GAUGE, C.P. CAST BRASS P-TRAP WITH CLEANOUT
PLUG.

PERFORATED GRID STRAINER, AND TAIL PIECE

H2165CCLK

H2165CC

8912

LK-18

ELKAY

ELKAY

McGUIRE

McGUIRESUPPLIES

TRAP

DRAIN

SINK

P504

1/2" x 3/8" HEAVY SUPPLIES WITH LOOSE KEY STOPS.

DOUBLE COMPARTMENT, 18 GAUGE, TYPE 304 SELF-RIMMING
STAINLESS STEEL SINK, 33" x 22" O.A., 7-1/2" DEEP.

LR-3322

TWO 12" HIGH, 20 GAUGE, TYPE 304 STAINLESS STEEL PANELS
& CORNER BRACKET FOR 24" X 36" CORNER.

CONCEALED FITTING WALL FAUCET WITH INTEGRAL STOP ARMS,
PAIL HOOK WITH WALL BRACE, AND APPROVED OUTLET VACUUM
BREAKER WITH 3/4" HOSE THREAD OUTLET, CHROME PLATE
FINISH.

STAINLESS STEEL (3) MOP, MOP HANGER.

HIGH IMPACT RIGID VINYL BUMPERS ON EXPOSED EDGES.

31" REINFORCED RUBBER HOSE WITH BRASS COUPLING ON ONE
END, SPRING LOADED  HOSE HOLDER.

FLOOR SET, MOLDED STONE, 24"x24"x10" DEEP WITH INTEGRAL
DRAIN, AND STAINLESS STEEL STRAINER.

67.2436

782-ISCP-E27

65.600

63.401

65.700

63MMUSTEE

CHICAGO FAUCET

DURAGUARDWALL
GUARDS

FAUCET

MOP
BASIN

P505

BY OTHERSBY OTHERS SOLID SURFACE COUNTERTOP WITH INTEGRAL BOWL BY
OTHERS.

DECK MOUNTED HARD WIRED SENSOR OPERATED FAUCET,
FOR HOT & COLD WATER SUPPLY, MODULAR ONE-PIECE
CONSTRUCTION WITH ALL CONCEALED COMPONENTS ABOVE
DECK, 6 VOLT TRANSFORMER, INTEGRAL SPOUT
TEMPERATURE MIXER AND VANDAL-RESISTANT AERATOR
AND 4" DECK PLATE.

EAF-100-ISMSLOANFAUCET

PERFORATED GRID STRAINER AND TAIL PIECE

PRE-WRAPPED OFFSET DRAIN AND 1-1/2" P-TRAP WITH
REDUCING SLIP NUT, TAIL-PIECE COVER, (2) SUPPLY COVERS
AND CHROME ESCUTCHEON.

1/2" x 3/8" HEAVY SUPPLIES WITH HANDLE STOPS.

SINK

P506

DRAIN McGUIRE 155A

PW 2150 WCMcGUIRETRAP W/
DRAINS

SUPPLIES McGUIRE H2165CC

ADA COMPLIANT, WALL MOUNTED UNIT WITH TWO LEVEL
STAINLESS STEEL BASINS, EACH WITH FRONT PUSH-BAR
CONTROL, WATER SYSTEM  FREE OF LEAD CONTAINING BRASS
PARTS,  CAPACITY AT 8 GPH OF 50°F WATER IN AMBIENT
TEMPERATURE OF 90°F, ONE REFRIGERATOR UNIT PIPED TO
FEED BOTH UNITS, VINYL CLAD CABINET, OF COLOR AS
SELECTED BY ARCHITECT.

VINYL CLAD APRON, COLOR TO MATCH CABINET.

EZTL8C

LKAPREZL

8872McGUIRE

ELKAY

ELKAYELECTRIC
WATER
COOLER

TRAP

P601

H2165CCMcGUIRESUPPLIES ANGLE SUPPLY STOP WITH TUBE RISER, AND WHEEL HANDLE

PVC 1-1/4" P-TRAP

REFER TO DRAIN SCHEDULE FOR TYPE.

HAND SPRAY UNIT WITH 5' HOSE, SPRAY HEAD,  30" VERTICAL
SLIDE BAR, IN-LINE VACUUM  BREAKER, WALL CONNECTION
AND FLANGE.

ADA COMPLIANT: COMBINATION THERMOSTATIC AND PRESSURE
BALANCING MIXING VALVE WITH INTEGRAL SERVICE STOPS AND
ADJUSTABLE HOT WATER LIMIT STOP, AND CERAMIC VOLUME
CONTROL.

BY OTHERS

-

FSB

2500 VOC-XK

--

CHICAGO
FAUCET

SYMMONS

J.R. SMITHDRAIN

TRIM

VALVE

STALL

P701

PROVIDE SAFING PER CODE UNLESS SPECIFICALLY DETAILED
OR SPECIFIED IN OTHER CONTRACT DIVISIONS.

SAFING

PLUMBING FIXTURE SCHEDULE
MODEL NO.
(OR EQUAL)

MANUFACTURERTAG NO. DESCRIPTION

BY OTHERSBY OTHERS BY OTHERS

BY OTHERSBY OTHERSBY OTHERSFAUCET

PERFORATED GRID STRAINER AND TAIL PIECE

PRE-WRAPPED OFFSET DRAIN AND 1-1/2" P-TRAP WITH
REDUCING SLIP NUT, TAIL-PIECE COVER, (2) SUPPLY COVERS
AND CHROME ESCUTCHEON.

1/2" x 3/8" HEAVY SUPPLIES WITH HANDLE STOPS.

SINK

P507

DRAIN McGUIRE 155A

PW 2150 WCMcGUIRETRAP W/
DRAINS

SUPPLIES McGUIRE H2165CC

UTILITY AIR COMPRESSOR SCHEDULE

SYSTEM TYPE
1. TANK MOUNTED ON HORZONTAL RECEIVER
2. BASE MOUNTED WITH VERTICAL RECEIVER

UAC-1 POWEREX

TAG NO. MANUFACTURER

1 2 17.9 35.8

(SCFM @ 50 PSIG.)
SYSTEM CAPACITY

COMPR'SSYSTEM
TYPE (QTY)

EACH TOTAL
VOLT

5 10 80

HORSEPOWER

EACH TOTAL (GAL.)
CAPACITY

RECEIVER

460 3
PROVIDE

EQUIPMENT PAD

REMARKSPHASE

OTD050-4-C-4

MODEL NO.

1

1

MEDICAL GAS ALARM SCHEDULE

LOCATION

NURSES
STATION

MGA-1

REQUIRED

-  NOT REQUIRED

TAG NO.

--

O.M.A.

MEDICAL GASES

N.0. N.

TEMPORARY ICU

-

AREA MONITORED
G.E.M.V.

AREA

TYPE

NURSES
STATION

- - -

ICU

AREAMGA-2

MEDICAL GAS MANIFOLD SCHEDULE

RESERVE
MODEL NO.

TYPE OF GAS:
1. OXYGEN
2. NITROUS OXIDE
3. NITROGEN
4. CARBON DIOXIDE
5. MEDICAL AIR

TAG NO.

GM-1 EXISTING

CHANGEOVER TYPE:
1. AUTOMATIC
2. FULLY AUTOMATIC

TYPE OF

GAS

4

PRIMARY

CYLINDER QUANTITY

3

TYPE

CHANGEOVER

3 2

VOLT

120

REMARKS

1

PHASE

REMOVE AND RELOCATE
EXISTING MANIFOLD

MANUFACTURER

EXISTING

MEDICAL GAS ZONE VALVE BOX SCHEDULE
MEDICAL GASES (PIPE SIZE)

LOCATION

CORRIDORZVB-1

TAG NO.

1"1" - -

O.M.A. N.0. N.

2" - 8TH FLOOR ICU

G.E. AREA OF CONTROL

*

REMARKSM.V.

MEDICAL GAS PIPELINE EQUIPMENT SCHEDULE

VACUUM SLIDE

LOCKABLE VALVES (WITH EXTENSIONS)

ZONE VALVE BOX - THREE VALVES

ZONE VALVE BOX - TWO VALVES

ZONE VALVE BOX - SINGLE VALVE

AREA ALARM

QUICK-CONNECT CHECK VALVE KIT

WALL OUTLET "CHEMETRON" COMPATIBLE

WALL OUTLET "MEDAES" COMPATIBLE

WALL OUTLET "PURITAN-BENNETT" COMPATIBLE

CEILING OUTLET (DISS)

WALL OUTLET - NITROGEN (DISS)

6-120978-00

-

6-APL-XXXXXXXX

6-15010X-00

6-1502XX-00

6-2XXXXX-00

6-1503XX-00

6-12102X-00

6-121104-00

6-1211XX-00

6-12103X-00

BEACON MEDEAS (OR EQUAL)

6-12104X-00

BACKFLOW PREVENTER SCHEDULE
MODEL NO.
(OR EQUAL)

009QT-S

LOCATION

BFP-4

BFP-3

BFP-2

TAG NO.

BFP-1 D8023

WATTS

WATTS

WATTS

REDUCED PRESSURE

TYPE MFR.

WATTS

1-1/2"

1"

1-1/2"

SIZE

2"

MISC.

009QT-SBFP-5 REDUCED PRESSURE WATTS 1-1/2" W/STRAINER

SS-009QT-SBFP-6 REDUCED PRESSURE WATTS 1" W/STRAINER

009QT-SBFP-7 REDUCED PRESSURE WATTS W/STRAINER

009QT-SBFP-8 REDUCED PRESSURE WATTS W/STRAINER

009QT-SBFP-9 REDUCED PRESSURE WATTS W/STRAINER

009QT-SBFP-10 REDUCED PRESSURE WATTS W/STRAINER

009QT-SBFP-11 REDUCED PRESSURE WATTS W/STRAINER

009QT-SBFP-12 A8035 REDUCED PRESSURE WATTS 1-1/4" W/STRAINER

009QT-SBFP-13 REDUCED PRESSURE WATTS 1-1/4" W/STRAINER

W/STRAINER

W/STRAINER

W/STRAINER

W/STRAINER

009QT-S

SS-009QT-S

009QT-S

3/4"

REDUCED PRESSURE

REDUCED PRESSURE

REDUCED PRESSURED8023

D8011

A8035

1-1/2"

1-1/2"

3/4"

3/4"

D8011

D8011

D8011

D8011

D8011

D8011

D8011

D8011

NOTE: CONTRACTOR WILL BE RESPONSIBLE FOR SUBMITTING APPLICATION TO STATE ALONG WITH ANY FEES.

CLEANOUT SCHEDULE

BRASS

N.B.

P.B.

COVER

MATERIAL

F.C0.

W.CO.

F.C0.

CO

TAG

C.I.

-

BODY

-

N.B.

C.P.

P.B.

FACE PLATE

-

-

-

-

-

-

-

ANCHOR

PLATE

-

CONCRETE

PAD

-

ZURN ZN-1400

NO-HUB CAP

MODEL NO. (OR EQUAL)

ZURN Z-1441

ZURN ZB-1400

-

CARPET MARKER

-

MISC.

-

F.C0.

F.C0.

N.B./SQ. N.B.

P.B. P.B.

-

-

-

-

-

RECESSED FOR
TILE

ZURN ZB-1400-CM

ZURN ZB-1400-TX

DRAIN SCHEDULE

CLAMP
FLASHING

MECH. AREAS

KITCHEN

MECH. AREAS

ROOF

LOCATION

SD-2 HUB

FS-1

SD-1

FD-2

FD-1

RD-1

TAG NO.

FLOOR

HUB

FLOOR

FLOOR

ROOF

TYPE

C.I. -

C.I.

-

N.B.

MATERIAL

N.B.

C.I.

C.I.

N.B.

C.I.

C.I.

BODY

C.I.

TOP

8" N.B.

5" N.B.

-

9" C.I

12-1/2" AL.

STRAINER

ZURN ZA-100-CER

EPOXY COATED FINISH
W/ ACID RESISTING

-

SQUARE FLOOR SINK W/

EXTENSION & SUMP REC.
UNDERDECK CLAMP

MISC.

-

YES

YES

-

-

YES

YES

MODEL NO. (OR EQUAL)

-

ROOFOF-1

OVER

C.I. C.I. 12-1/2" AL. YESFLOW

DOME BOTTOM STRAINER

NOTE:
PROVIDE FLASHING FOR ALL
DRAINS INSTALLED ABOVE
GRADE.

AREAS
FINISHED

EXTENSION & SUMP REC.
UNDERDECK CLAMP

-

ZURN ZA-100-CER-W3

ZURN ZB-550

ZURN ZN-415B

ZURN ZN-1910-KC

ZURN Z-326

ZURN ZA-1326-AR

AREAS
FINISHED
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Plumbing Schedules

PL-500

607-394

1

WS RA
31



3/4" COLD HARD
WATER FEED LINE

x

FLECK 5600 SINGLE
SOFTENER, NO
LOCKOUT ON RO UNIT

x CARBON FILTER
FLECK 5600

x WET RO UNIT
3/4 HP 120 VAC
SINGLE PHASE

x

500 GALLONS
FIBERGLASS STORAGE
TANK FLAT BOTTOM

x 500 GALLONS
FIBERGLASS STORAGE
TANK FLAT BOTTOM WITH
SITE GLASS

x

PUMP AND BLADDER
PRESSURE TANK
CONTROLED BY BRASS
PRESSURE SWITCH

x TOTALLZING WATER METER BEFORE DI, PRIMARY 9" MIXBEDS
FEED POLISHING MIXBEDS BY JUMPERHOSE, SHOWN NEXT O
EACH OTHER BUT POLISHERS ARE BEHIND THE PRIMARYS,
ANALOG RESISTIVITY METER ON COMMON OUTLET.

x

FEEDS D WING AND
HOSPITAL, LINE FROM
STORAGE TANK IS VALVED
OFF AND LARGE DEAD LEG.

WET RO UNIT 3/4 HP
120 VAC SINGLE PHASE
ADD TWO FIRMTECH
XLE-4040 MEMBRANES
(OR EQUAL)

Twin 1.5 CU.FT.
WATER SOFTENER
FLECK 9100 CONTROL
(OR EQUAL)

EXISTING CARBON
FILTER  FLECK 5600
(OR EQUAL)

3/4" COLD
HARD WATER
FEED LINE

P OW ER

OFF     ON

LEV EL CONTR OL

W

ULTRA VIOLE T LIGHT
P OW ER

W

OFF     ON

 DISTRIBUTION P UMP S
CONTROL

R

P ump 1  A uto  P ump 2

R

A uto  Manual

P ump # 1 ON P ump # 2 ON

THREE PHASE
DISCONNECT

CONDUCTIVITY METER

18.20

M
E

T
T

L
E

R
 T

O
L

E
D

O

THO RNTO N M 300

LT

EXISTING TOTALIZING METER

500 GALLON
STORAGE TANK WITH
VENT FILTER AND
LEVEL TRANSMITTER
LEVEL CONTROL
PRECISION DIGITAL
PD 6000 (OR EQUAL)

GRUNDFOS CM
3-2 STAINLESS
STEEL PUMP
(OR EQUAL)

PRIMARY AND POLISHING
DEIONIZERS MONITORED BY
THORNTON M300 DUAL CHANNEL
RESISTIVITY METER (OR EQUAL)

FEEDS D WING AND
HOSPITAL, LINE
FROM STORAGE
TANK IS VALVED
OFF AND LARGE
DEAD LEG.

1"

1"

1"

1"

1"

1" DI

HEATER PIGTAILS (TYP.)

HEATER FOR CARBON
DIOXIDE & NITROUS
OXIDE ONLY.

PIGTAIL TO
TANK (TYP.)

TO SYSTEM

120V-1PH POWER
BY E.C.

SOURCE VALVE

HIGH
PRESSURE
GAS MANIFOLD

MODULAR
HEADER
BAR (TYP.)

HIGH/LOW
PRESSURE
SWITCH

HEATER ADAPTER

MASTER VALVE (TYP.)

POWER SUPPLY MODULE
WITH DRY CONTACTS FOR
REMOTE ALARM.

RELOCATED

VENT OUTSIDE
TURN DOWN
WITH SCREEN

SEAL WALL
PENETRATION

RELOCATED

RELOCATED

RELOCATED
RELOCATED

RELOCATED

RELOCATED

U
A

AUTO DRAIN

4" CONCRETE PAD

CONTROL PANEL

AIR
COMPRESSORS

RECEIVER
PACKAGED OIL-LESS
AIR COMPRESSOR

FILTERS (TYP.)

FLEX CONN. (TYP.)

460V-3PH POWER BY E.C.
(1 FEED/COMPRESSOR)

3" AIR INTAKE VENT

MASON INDUSTRIES, MODEL MT
AIR SPRINGS WITH LEVELING
VALVES FOR VIBRATION ISOLATION

TO SYSTEM

REFRIGERATED DRYER
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Details

PL-600

607-394

1

WS RA
32

 1/8" = 1'-0"PL-600

1 EXISTING PURE WATER SYSTEM (ALTERNATE BID #5)

 12" = 1'-0"PL-600

2 NEW PURE WATER SYSTEM (ALTERNATE BID #5)

NTSPL-600

3 MEDICAL GAS MANIFOLD SCHEMATIC

NTSPL-600

4 UTILITY AIR COMPRESSOR SCHEMATIC

1

1

1

1



Dd

7d6d5d4d

Ed

C.9d

DECONTAMINATION
D8015

CLEAN INST
HOLDING

D8013

CART WASHER
D8023

CLEAN CART
HOLDING

D8025

LIFT/ STAGING

CORRIDOR
D8020

ANTEROOM
D8019

TOILET/
SHOWER

D8021

P�701

3_COMP
SINK

ULTRA
SONIC_CLEANER
(103)

ULTRA
SONIC_CLEANER
(103)

ULTRA
SONIC_CLEANER
(103)

P�101

P�401

CART
WASHER
(101)

WASHER
DISINFECTOR
(102)

WASHER
DISINFECTOR
(102)

FS�1

FS�1FS�1

FD�2

AI

P�503

4" VTR

1"

3/4"

1"

2"

3/4"

1"

1 1/2"

1 1/2"

1/2"1/2"

1 1/2"
1"

3/4"

4" ST DN

BFP�7,BFP�8,BFP�9
STACKED

1 1/2" 1"

1 1/2"1 1/2"

1" 1 1/2"

3/4"

1"

1"

A A

1 1/2" SITE DRAIN

1 1/2" SITE DRAIN1 1/2" SITE DRAIN

PIPING IN WALL

(3) 3/4" NPHW DN

FD�2

AI

3/4"

3/4"

1 1/2"

1/2"

2" V DN

2"

2"

2"

P�502(104)

3_COMP
SINK

P�502(104)

2" W DN
1 1/2" V DN

1"

1"

SHOCK STOPS

W/ FAUCET
MOUNTED
EYEWASH

A

AI

PROVIDE FILTER/REGULATOR COMBINATION.

CONNECT TO CEILING MOUNTED COMPRESSED AIR REEL.

SEE SHEET PL�108D
FOR CONTINUATION

TYPICAL:

FS�1

4" V DN

1" DI DN

UAUA

UA

UA

UA UA

U
A

UA

D
I

P�401

3/4"3/4"

2"

1"

2"

1 1/2"

1 1/2"

1"

UA

U
A

2" V DN

1/2"
1/2"

1 1/2"

2"

3/4"

3/4"2"

2" 1" 2"

3/4"3/4"3/4"

3/4"3/4"

2"

1"

2"

3"

2"

1"

1 1/2"

3/4"3/4"
2"

1 1/2"

1"

2" 1"

3/4"

1 1/2"

3/4"

4"

2" 2"

1 1/2"

4" W DN

2"

2"

1"

SEE SHEET PL�108D
FOR CONTINUATION

2"2"

2"

4"

2"

3"

2" HW DN
1" HWR DN

3" CW DN

4" CLVTR

4"

2"

2"

1 1/2"

UA

2"
4" CLV DN

4"

Ed

Dd
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Enlarged Plumbing Plans / SPD Decontam.

PL/601

607/394

1

WS RA
33

 3/8" = 1'/0"PL/601

1 ENLARGED PLAN / SPD



BFP�9

BFP�8

BFP�7

BFP�3
BFP�2
BFP�1

BFP�6

BFP�5

BFP�4

2"

2"

3"

2"

1"

1/2"1/2"
1 1/2"

1/2"1/2"

1"1 1/2"

1/2"1/2"

1/2"1/2"

1"

3/4"3/4"

3 COMP.
SINK

(3) ULTRASONIC
CLEANER

WASHER
DISINFECTOR

WASHER
DISINFECTOR

3/4"

3/4"

3/4"

1"

1 1/2"
1 1/2"

1"

3 COMP.
SINK

1/2"1/2"

1/2"1/2"

3/4"3/4"

SH

WC

L

CSS

S

CART
WASHER

BFP�10

BFP�11

D8025

D8023

D8021

1 1/2"

3/4"

1"

1"

2"

1"

1"

3/4"

1"

2"

1 1/2"

1"

2"

D8015

D8015

D8011

D8013

TYP.
SHOCK
STOP

1" DI TO PENTHOUSE. SEE
PURE WATER EQUIPMENT
DETAIL ON SHEET PL�600
FOR ADDITIONAL
INFORMATION.

1"

DI

DI

DI

TYP. SHOCK STOP

TYP. SHOCK STOP

9

24

24

33

4

7

3

9

2.5

3

3

3

60

60

107

108.5

CONNECT TO EXISTING
4" CW, 2 1/2" HW, 1" HWR
RISER

2"

DI

DI

DI

DI

3"

1"

2"

2"

1"

3"

1 1/2"

1 1/2" 12

12

1"

1"

1"

1 1/2"

7

11

2" 24

1/2"1/2"

3/4"

3/4"

39.5

2"44.5

0.5

2

3/4"3/4"

1/2"1/2"

108.5

107

2"

2"

2"

2"
2"

2"
2"

2"

2"

2"
2"

2"

60

47

107

1"

1 1/2"

1 1/2"

1 1/2"
1 1/2"

1"

2"

1"

2"

3/4"
3/4"

3/4"

D8016

D8035

3 COMP.
SINK

3 COMP.
SINK

SH

WC

L

CSS

S

D8023

D8021

D8015

D8015

D8013

D8015

1 1/2" SD

1 1/2" SD

1 1/2" SD

FS

CO.

FS

FS

CO.
CO.

CO.

CO.

2"

1 1/2"

3"

2"

2"2"

1 1/2"

2"

2"

1 1/2"1 1/2"

1 1/2"1 1/2"

3"

1 1/2"

1 1/2"1 1/2"

2"

2"

2"

2"

2"
4"

2"

4"

4"

1 1/2"

2"

4" 4"

2"

2"

4"

4"

2"

2"

FD

FS

60

FD

12

6

CO.

4"

2"

4" 2"

4"

4"

2"

2"

2"

4"

1 1/2"

4"

2"

2"

3"

4"

4"

4"

15

4"

2" 1 1/2"

3"
1 1/2"

3"

3"

SD

4" VTR

D8016

4"

4"

45 CO.
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Isometrics Area D

PL)700

607)394

1

WS RA
34

1" = 3')4"PL)700

1 8D WATER SUPPLY ISOMETRIC

7/16" = 1')0"PL)700

2 8D WASTE & VENT ISOMETRIC



3"

4"

4"

4"

3"

3"

2"

2"

2"

2"

4"

3"

3"

2"

1 1/2"
2"

2"

1 1/2"

4"

3"

CO.

1 1/2"

2"

4"

4"

1 1/2"

4"

3"

4"

4" W

A8041

A8037

MB

S

SD

FS

FS

L

L

FD

FD

SH

SH

2"

2"

2"

2"
2"

WC

WC

WC

CO.
WCO.

CO.

A8035

A8036

2"

2 1/2"

15

3

2

12

2"

4"

4"

4"

CO.

CO.

2"

3"

2"

4"

3"

2"
4"

4"

1 1/2"

1 1/2"

4"

5"

26

3"

4"

5" VTR

3"

4"

4"

4" VTR

2"

4"

2" W

2 1/2" V

4"

4"

4"

4"

2"

2"

4"

3"

2"

3"

3"

2"

3"

4"
4"

1 1/2"

2"
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2"

CO.

CO.

CO.
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SH

A8019

FD

FD

SH

FD

WC
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A8005

A8007
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S

FD
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12

FD

2

3

8

1 1/2" SD
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3"

FD4"

4"

4"

1 1/2"
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4"

2" V
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3"

3"
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2"

2" V
4" W

2"
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4"
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4"
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4" V

2" W

1 1/2" V
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4" V
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